ENERGYPLUS™

Output Details and Examples

An In-depth Guide to EnergyPlus
Outputs, Example Inputs and Data Set Files

Date: November 26, 2002

COPYRIGHT © 1996-2002 THE BOARD OF TRUSTEES OF THE UNIVERSITY OF ILLINOIS AND THE REGENTS OF THE
UNIVERSITY OF CALIFORNIA THROUGH THE ERNEST ORLANDO LAWRENCE BERKELEY NATIONAL LABORATORY.

ALL RIGHTS RESERVED. NO PART OF THIS MATERIAL MAY BE REPRODUCED OR TRANSMITTED IN ANY FORM OR BY
ANY MEANS WITHOUT THE PRIOR WRITTEN PERMISSION OF THE UNIVERSITY OF ILLINOIS OR THE ERNEST ORLANDO
LAWRENCE BERKELEY NATIONAL LABORATORY.

ENERGYPLUS IS A TRADEMARK OF THE US DEPARTMENT OF ENERGY.






TABLE OF CONTENTS

INETOTUCHION ...t eeeeeeeeneeeereneeeereneneerensneeeeeens 1|
OULDUL FIlE LISt ...t eereeeeaeee e 1|
[fable 1. EnergyPlus Basic Output FileS ............o.ccocoevoeeeeeene.... 1|

[Fable 2. "Hybrid" EnergyPlus Output Files........c.cocoiviiiiiiiinicene 2|

BAUGIE.OUL ...t ee e et eeeeneeaeeenes 2|
BDIUSOUL.DONG. ... e eeenenn 3|
BDIUSOULCIf ...t e e e eeeeeeeeneeenneneenee 5|

BIUSOULADG. ... e e eee e e enneeneeneeenee 8|
BDIUSOULAXE ... e e e eeeeeeeeneeaeeenns 8|
Figure 2. Quick View Plus version of DXF file ................ccccccooeveu....... 9|
Figure 3. Voloview 3D Solid VIEW .........c.ociiiieiiisiiii 10|
BOIUSOULBIO ... e e eeeeeeeeeeneeseneeeneeaneas 11
Bimulation Parameters ...........c....ooeeeeeeeeeeeeeeeeeeeeeeeeeeee e 12|
Climate Group OULDULS ...........ooeeeeeeeeeeeeeeeeeeeeeeeeeeeeee e 14
ZONE OULDULS ... eeee e e e eeeneesenneeenennea 19|
Burface Details REPOI ............c..oveeeeeeeeeeeeeeeeeeeeeeeeee e eeeeeeeereeerenena 21|
Figure 4. Surface Details with Window/Wall % calculated ................ 26|
Construction Element OULDULS .............o.eeveeeeereeeeeeeeeereeeeeeseeeserearennn 26|
Bizing INFOrMAtION ........voeeee e eeeeneana 36|
BDIUSOULENG. ... eeeeeeeeeeeeeeeeneea 37|
BDIUSOUL.©IT ..ot eeeeeeeeeene 38|
[Table 3. ENErgyPIUS EITOTS .........c..ooveeeeeeeeeeeeeeeeeeeeeeeeee e eeeeereeerenea 38|

Error -- <schedule Not fOUNT> ............c..coooveveeeeeeeeeeeeeeeeeeeeeeeeeeeereerean 38|
Bchedule <schedule name> has missing days ..............c.ccoeeeeveen....... 38|
one Name in <internal gain> statement not found ...................c.......... 38|

11/26/02



TABLE OF CONTENTS

BDIUSOULESO0 ... e e e e eeeneeeeneeeneeenna 39|
BOIUSOULMEG. ... eeeneeeeeeeeeeeena 39|
BDIUSOUL.INEE ..o eeeeeeeeeene 40|
BOIUSOULITAT ..o ee e e e eeeeeeeeeeneeea 40|
BDIUSOULSIN ..ot eeeneeeeeneeeeeeneea 43|
BDIUSOUL.SSZ ... eeneeeeeeenee 43|
Figure 5. System Size depiction from eplusout.ssz........................... 45|
BOIUSOULAIN ... e e e e eeeeeeeeenneaeea 45|
BDIUSOULZSZ ... eeeeeeneeeeeeeeeeeenena 46|
Figure 6. Zone Sizing from eplUSOUL.ZSZ ...........ccveeeveeeeeeeereereeern 48|
BDIUSOUL.CSV ... eee e e e e eeeneneeeneeanneanea 48|
BDIUSII.CSV ..ot eeee e eeeneneseneeeneenena 48|
EXAMPIE INDUL FIIES ... eseeereeeeneeeees 49|
Files included in V1.0.3 ... 49|
N ZoNEUNCONtrONEAAF ... 49|
Bzventidf. ... 49|
BZONE FIES.........eeeeeeeeeeeeeeeee e er e eeeeeereeereeeseneeenneeenenea 49|
BZoNeAIrCO0IE.idf ... 50|
BZONEAULOIAT . .......vooeeee e eee e 50}
BZoNEAUODXVAV.IGF ... 50|
BZONEDD.IAf ... 50|
BZONEDD CYCONANY. A ... ereena 50|
BZoneDDCYCONONE.IdS ... 50|
BZONEENGCIILIGT ... 50|
BZONEWAIrMEStATS .........oeeeeeeee e e ereana 50|
BZoNeWaterCooled i ............oo.oeeeeeeeeeeeeeeeeeeeeeeen . 50|

11/26/02



TABLE OF CONTENTS

PbsorptionCHIllEr.idf ............oovovvvveeeeeeeeee . 50|
BCtiveTromBEWAILAAE ..........eeeeeeeeeeeeeeeeeeeeeeeee e 50}
AirCooledElectricChilleridf.................oooovoeeeeeeeeeeeeeeea. 50|
BaseBOoardEIECHIC.O ..............eoeeeeeeeeeeeeeeeeee e eeeareana 50|
CONVECHONAAF ... eeeeea 50}
COONNGTOWET AT ..o 50|
CoolingToWerNOMC AP ............ooeeeeeeeeeeeeeeee e eee e ereeerenena 50|
CTFETestSPart.idf.........o.ovvieeoeeeeee . 50|
CTETEStSPAM2.IT ..o een e 50|
CVBDRNIGS ... 50|
CVRAMINHUMIGE ..o 50|
DD AULOSIZE A ...t eeeeeeeeeeneaeea 50}
DesiccantCVRNAG .........o.ovovovieeeeeeeeeee . 50|
DualDuctConstVolDamPeridf...........c..oveeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeereena. 50|
DualDuctConstVolGasHC.idf ................oovoviiieeeceeeee 50|
DualDuctSimpleCoolCOILidf ..o 50|
DualDuctVarVolDampPer.idf..............ooveeeeeeeeeeeeeeeeeeeeereeeeeeeereereerennna 51|
DS e LA 51|
DXSYSWIthHRGE ... 51|
ElectricChiller.idf ...........ooovovoveeoeeeeeeee e, 51|
EMPDTermReheat.idf ................coovovovieioeeeeeeeeee. 51|
ENGINECNMEIAO ... e 51|
FaNCOIlidf .....o.ovieoececceceeee . 51|
FanCoilAUtOSIZE.idf...........ovvveeeeeeeee . 51|
FUMNACEIAT ..o eeeeeeeeeeereeea 51|
FUrNaceDXAUL AT .....o.veeeeeeeeeeeeeeeeeeeeeeee e 51|

11/26/02



TABLE OF CONTENTS

FurnacePLRHeatiNngCOilidf..............ooveeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeereerenen 51|
FurnaceWithDXSYSteMidf ..........oooeveeeeeeeeeeeeeeeeeeeeeeeeeeeeeeeea 51|
FurnaceWithDXSystemRHCONtrOlLidf .............coooeeeeeeeeeeeee. 51|
basAbsorptionChillerHeateridf .................cooeveeeeeeeeeeeeeeeeeeeeeeeeeeereern 51|
BaSTUIDCHIEI TS ... eneena 51|
BENEIAtOrS.iaF ... 51|
[GENEriC-MEterVars.idf ............c.oooveeeeeeeeeeeee e eeeeeeeseereereana 51|
BEOMEIYTESEATF ... eeeenean 51|
BSHP-GLHE QG ... 51|
HEatPUMP.IF ... 51|
HEatPUMPAULO A ... e eeneea 51|
HRGENCRILIAS .. 51|
MEEEITESEATF ... 51|
MovableExtInsulationSimple.idf ..........cociiiiiiiicies 51|
MTETErMRENCAAAS .......eeeeeeeeeeeeeeeeeee e 51|
PassiveTrombeWallidf ..............ooooveeeeeeeeeeeeeeeeeeeeeeeen. 52|
PIUAUL0.IGT .. 52|
DIENUMLIGT .o 52|
PlenumwithRetAirtHeatGain.iaf..............c.ooeeeeeeeeeeeeeeeeeeeeeeee 52|
PondGroundHeatEXChanger.idf ............c..oovveeeeeeeeeeeeeeeeeeeeeereeeeeereerennn 52|
PSZuidf .. 52|
PSZDraWTNIUAGF ... eeeaena 52|
PUrChAINIGE ... 52|
PurchAIrWINdowBINd.idf ..o 52|
PurchAirWithDaylighting.idf.........oiiiiiii 52|
PurchAirWithDaylightingAngleFac.idf ..o 52|

11/26/02



TABLE OF CONTENTS

PurchAIrWIthPV.idf ........ooovecea. 52|
RTFStIaS ..o 52|
RadHiTempElecTermReheat.idf ..................ococoovoviiiiieieieeeee. 52|
RadHITempGasCtrOPtidf ...........ooveeeeeeeeeeeeeeeeeeeee e eeearenn 52|
RadHiTempGasTermReheat.idf..................ocooovoviviiiieeeee 52|
RadLoHydrHeatCoolAUto.idf ... 52|
RadLoTempElecTermReneat.idf...............c.ooeveeeeeeeeeeeereeeeeseereeereerennnn 52|
RadLoTempHydrCtrlOpt.idf.. ..o 52|
RadLoTempHydrHeatCoolidf ...............ocoovoviieiieieeeeeee 52|
RadLoTempHydrTermReheat.idf ..............c.oooveeeeeeeeeeeeeeeeeeeeereereerenn 52|
BMOPSZ.IAf ..o, 52|
BolarShadingTeStidf ............ooeeeeeeeeeeeeeeeeeeeeeeeeeeee e 52|
BolarShadingTestANN.idf ... 52|
BupplyPlenuMVAV.IGF .........oovovee . 52|
BurfaceGroundHeatEXChangeridf ............c.oocvovveeeeeeeeeeeeeeeee 53|
BUMACETESTAA ..o 53|
ST YT 53|
BZRODrawThru.idf ........o.ovveveeeeee e 53|
TEIrMRENEALAAS ..o eeeeaena 53|
TermReheatOAIAf ............ovveeee . 53|
TermReheatOARESEL.ITS ..............eeeeeeeeeeeeeeeeeeeeeeeeeeeeeeee e 53|
TermReheatOARESIZ.AGS ... 53|
[fermReheatOASIZANARUN.IAF ...........ooovveoe. 53|
[fermReheatOASYSSIZ.idf ............ovovoeeoeeeeeeee. 53|
TermReheatOAZONESIZAO  ..........ooveeeeeeeeeeeeeeeeeeeeeeeeeee e 53|
[TermReheatPri-SeCLoOp.iaf..............oeveeeeeeeeeeeeeeeeeeee . 53|

11/26/02



TABLE OF CONTENTS

[fermReheatScheduledPUMP.idf...........c.ooveeeeeeeeeeeeeeeeeeeeeeeeeeeereerenn 53|
TermReneatSUMTC QA  ......o.veeeieeeeeeeeeeeeeeeeeeeeeeee e 53|
[TermReheatZonNEEXNAdf ...............ooeeeeeeeeeeee . 53|
[fermRhDualSetpointWithDB.idf.................c.ovevieieeeieciceeee. 53|
TermRHDXSYStOMUAG ..o 53|
[TermRHGaSEICCOIIS.IOf .........ovvveee. 53|
[TermRhOAHEatREC.IA ..........vvvvee. 53|
[fermRhSingleHeatCooINODB.Idf ................c.eveviveeeeeecccceeee. 53|
[fransparentinsulationSimple.idf............c.oocveeeeeeeeeeeeeeeeeeeeeeeeee 53|
[TRHConstFlowChillerOneBranch.idf.................cccooevvvvvieieieeeeereeen. 53|
[TRHEvapCoolerOAStaged.iaf...........c..oveeeeeeeeeeeeeeeeeeeeee e 53|
UNIHEAEEIIAF ... eeeeaea 53|
UnitHEAterAUtOAAT .....o.voeeeeeeeeeeeeeeeeeeeee 53|
UnitHeaterGasSEISC.idF.............c..oveeeeeeeeeeeeeeeeeeee e eeer e eereareana 54|
NIV ENEAULO AT ..o eeeeea 54|
UnitVentGasEIleC.idf .............coovovovivieooeeeee . 54|
UnitVentGEAUL0.IF .........ovveveeeee e, 54|
UnitVentilator.idf............ocooovovovioieea. 54|
WAVRAWItPIUGE ... 54|
VAVSingleDuctConstFIowBoiler.idf...................cooovevieieiiiieeeeecere. 54|
VAVSingleDuctReheat.idf .................ooovovivieeiieeeeeeeeee 54|
WAVSingleDuctVarFIoWBOlEridf ..............c.oocveeeeeeeeeeeeeeeeeeee. 54|
VentilationSimpleTest.idf ..o 54|
e — 54|
WINAACAULO.IAT .......oeoeeeeeee . 54|
WIiNndACRHCONrOLIGF ... 54|

11/26/02

\



TABLE OF CONTENTS

D R T 55|
BIMPlE List Data SEES........veieeeeeeeeeeeeeeeeeeeeeeee e eeeeeeeeeneaena 55|
BLASTCONSHIUCES. IO ..o 55|
BLASTDESIGNDAYS.idf ... 55|
BLASTLOCAHONS AT .....c..ceeeieeeeeeee ettt e e eeeeeeseeaneeneans 55|
BLASTMaterials.idf .........oiiiiiii 55|
BLASTSChedUIES.Id ... 55|
CompositeWallConstructionS.idf ...............cooeveeeeeeeeeeeeeeeeeeeeeeeeeeereernn 55|
DOE-2CONStUCES .0 ..ottt et eeeeeeeeeeneeane e 58|
DOE-2Materials.idf ........oioieiiieisii 58|
FluidPropertiesRefData.id ... ...coiiiiiii i 58|
MOIStUrEMALErTAIS QO ........ee.eeeeeeeeeeeeeee e 58|
PollutionCoefficients.idf ... 58|
USHOIdAYS-DST.idf ... 58|
IWINdOWSBDAtAFIE. At ..........eeeeeeeeeeeeeeeeeeeee e 59|
WindowBlindMaterialS.idf ..........civiieiiieiii 59|
IVINAOWCONSIIUCES.AAF ... eeeeeeereeereea 59|
IindowGasMaterialS.idf ...............ocvoeeeeeeeeeeeeeeeeeeeeeeeeee e ereerenena 59|
WindowGIlassMaterialS.idf..............c.ooveeeeeeeeeeeeeeeeeeeeeeeeeeeeerean 59|
WindowShadeMaterialS.idf.........ooiiiiiiiiiisises 59|
IMACTO DA SOES ... e e e e eeeeeeeeeeeaena 59|
LoCationS-DeSIGNDAYS.XIS ........oeeeeeieeeeeeeeeeeeeeeeeeeee e eereeerenena 59|
Figure 7. lllustration for Locations-Design Days Index File ............... 59|

11/26/02

\l



INTRODUCTION OUTPUT FILE LIST

Introduction

This document is intended to give an in-depth look at the various output files produced by
EnergyPlus. Some of these may be referenced in various other parts of the documentation
but are presented here with more details.

The scripts that assist in running EnergyPlus will usually rename the standard names used in
the program. The two scripts that are distributed with EnergyPlus are: EPL-Run.bat (which
is used by the EP-Launch program) and RunEPlus.bat (which can be used from the
command line). The RunEPlus batch file can also be used to string together several runs
such as usually termed “batch processing”. In renaming the files created by the program or
its post-processing program(s), usually the file extension will be retained. The following table
will illustrate the native EnergyPlus file name, a description of its contents and the EP-Launch
“version” of the file. In this table, <filename> refers to the source/original file name (without
extension) selected. Files are presented in alphabetic order. For output purposes, the most
important files to understand are the eplusout.eso, eplusout.mtr and eplusout.err files. The
first two are manipulated with the ReadVarsESO post processing program. The latter will
contain any critical errors that were encountered during the run.

Output File List

Table 1. EnergyPlus Basic Output Files

Output File Name Description EP-Launch File Name

Audit.out Echo of input, includes both IDD echo and IDF  Not saved in the standard
echo — may have errors shown in context with EPL-Run scriptfile.
IDD or IDF statements

e bna This file contains details about the nodes and <filename>.bnd
branches. Useful in determining if all your
nodes are connected correctly. May be used to
diagram the network/ nodes of the HVAC
system.

This file is a by-product of using COMIS airflow. <filename>.cif
It contains the first commands sent during the

EnergyPlus simulation and can be used with a

stand-alone COMIS program.

From Debug Output object — may be useful to <filename>.dbg
support to help track down problems

DXF (from Report,Surfaces,DXF;) <filename>.dxf
Contains several standard and optional “report” <filename>.eio

elements. CSV format — may be read directly
into spreadsheet program for better formatting.

D D D

O (@) O
c c
[ (2]
o [®]
c c
! g

O [oX (=]
O B
()

A one line summary of success or failure Not saved in the standard
(useful for Interface programs) EPL-Run script file.
Error file — contains very important information  <filename>.err
from running the program.
Standard Output File (contains results from <filename>.eso
both Report Variable and Report Meter
objects).
Te d Meter details report — what variables are on <filename>.mtd

what meters and vice versa.

11/26/02 1



INTRODUCTION

AUDIT.OUT

Bplusout.sin

EPIUSOUL.SSZ|

D
O
[
[
o
C
N
2]

Similar to .eso but only has Report Meter
outputs.

Report Variable names that are applicable to
the current simulation.

Similar to DXF output but less structuresd.
Results of Report Surface, Lines object.

Results from the System Sizing object. This
file is “spreadsheet” ready.

This file is a by-product of using the
Photovoltaics-TRNSYS link. It contains the
“listing” from executing TRNSYS. If multiple
run periods are included in the EnergyPlus
simulation, this file will contain results from
multiple TRNSYS executions.

Results from the Zone Sizing object. This file is
“spreadsheet” ready.

<filename>.mtr
<filename>.rdd
<filename>.sIn

<filename>.ssz

<filename>,trn

<filename>.zsz

In addition to the basic output files from EnergyPlus there are two standard “hybrid” output
files. These are called “hybrid” because they are a result of post-processing after EnergyPlus
has completed. Note that if there is an error during processing, these will not normally be

“complete”.
Table 2. "Hybrid" EnergyPlus Output Files

Output File Name Description

CSV “spreadsheet” ready file
that contains either all the
report variables requested
(up to limit of 254) from the
input file or specific ones
specified by the user.

CSV “spreadsheet” ready file

that contains either all the
report meter requests (up to
254) from the input file or
specific ones specified by the
user.

EP-Launch File Name

<filename>.csv

<filename>Meter.csv

Audit.out

Now, each file will be described in more detail with some examples of use.

This file is simply the echo of the inputs to the EnergyPlus program — the Energy+.idd (data
dictionary) and in.idf (<filename>.idf — the input data file). Every attempt has been made to

not require this file to be saved — errors are interpreted

as much as possible and

encapsulated onto the eplusout.err file. Any errors in the data dictionary processing should
be accomplished during development — users should never see errors there. Thus, this file is
not “saved” after processing by the standard script file. Occasionally, you may wish to view

this file because of something obscure.

An excerpt of the file follows. Lines in green are notes produced from EnergyPlus. Lines in

red are lines with error messages shown to illustrate context.
from inputs (with line numbers).

The other lines are echoes
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INTRODUCTION EPLUSOUT.BND

1 !'IDD Version 1.0.1.042
2 1 KA A Ak hkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkhkkkkkkkkhkkhkkhkkhkkhkkhkkhkkhkkkkkk

3!

<reduced for brevity>
13000 \key DETAILS
13001 \key Vertices
13002 \key DetailsWithVertices

1 ! Basic file description: Basic illustration of using Purchased Air as a system
2 ! Run: 2 design days.
3! 2 annual run periods, 2 summer days and 3 winter days.

<reduced for brevity>

66 MATERIAL:Regular,Al - 1 IN STUCCO,
<reduced for brevity>
784 End Simulation Data;

!- Material Name

eplusout.bnd

The “branch node details” (bnd) file is intended to give enough information that one could
(with a chosen software) diagram the nodes and components of the HVAC system. In
addition, this will have details to support any “node connection” errors that will be noted in the
eplusout.err file. Branch validation is shown in this file. Branches are checked to assure that
each output node of the branch element is an input node to the next branch element. Cross-
branch checking is not done directly within the program though the details will illustrate some
problems of that nature.

As is standard with many EnergyPlus output files, this file is CSV (comma-delimited) such
that it can be read by spreadsheet programs for further manipulation by the user.

An example will illustrate. Notes about the reporting are highlighted in gréen.
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INTRODUCTION EPLUSOUT.BND

Program Version,EnergyPlus, Version 1.0.1
! #Nodes, <Number of Unique Nodes>
#Nodes, 44

! <NodeNumber>, <Node Name>,<# Times Node Referenced After Definition>
1, ZONE1WINDACOAINNODE, 2
2, ZONE2WINDACOAINNODE, 2
<reduced for brevity>
43, ZONE2WINDACFANOUTLETNODE, 1
44, ZONE3WINDACDXOUTLETNODE, 1

! <#Branch Lists>,<Number of Branch Lists>

#Branch Lists,2

! <Branch List>,<Branch List Count>,<Branch List Name>,<Loop Name>,<Loop Type>

! <#Branches on Branch List>,<Number of Branches>

! <Branch>,<Branch Count>, <Branch Name>, <Loop Name>

! <Branch Inlet/Outlet Nodes>,<Branch Inlet Node Name>,<Branch Outlet Node Name>
Branch List,1,HEATING SUPPLY SIDE BRANCHES,HOT WATER LOOP,Plant Supply

#Branches on Branch List,4

..Branch,1,HEATING SUPPLY INLET BRANCH,HOT WATER LOOP

....Branch Inlet/Outlet Nodes,HW SUPPLY INLET NODE,HW PUMP OUTLET NODE
..Branch, 2, HEATING PURCHASED HOT WATER BRANCH, HOT WATER LOOP

....Branch Inlet/Outlet Nodes, PURCHASED HEAT INLET NODE, PURCHASED HEAT OUTLET NODE
..Branch, 3, HEATING SUPPLY BYPASS BRANCH,HOT WATER LOOP

....Branch Inlet/Outlet Nodes,HEATING SUPPLY BYPASS INLET NODE,HEATING SUPPLY BYPASS OUTLET NODE
..Branch, 4,HEATING SUPPLY OUTLET BRANCH,HOT WATER LOOP

....Branch Inlet/Outlet Nodes, HEATING SUPPLY EXIT PIPE INLET NODE,HW SUPPLY OUTLET NODE
Branch List,2,HEATING DEMAND SIDE BRANCHES,HOT WATER LOOP,Plant Demand

#Branches on Branch List,6

..Branch, 1, ZONESHWINLETBRANCH, HOT WATER LOOP

....Branch Inlet/Outlet Nodes, HW DEMAND INLET NODE, HW DEMAND ENTRANCE PIPE OUTLET NODE
..Branch, 2, ZONE1HWBRANCH, HOT WATER LOOP

....Branch Inlet/Outlet Nodes, ZONE1BBHWINLETNODE, ZONE1BBHWOUTLETNODE

. .Branch, 3, ZONE2HWBRANCH, HOT WATER LOOP

....Branch Inlet/Outlet Nodes, ZONE2BBHWINLETNODE, ZONE2BBHWOUTLETNODE
..Branch, 4, ZONE3HWBRANCH, HOT WATER LOOP

....Branch Inlet/Outlet Nodes, ZONE3BBHWINLETNODE, ZONE3BBHWOUTLETNODE

..Branch, 5, ZONESHWBYPASSBRANCH, HOT WATER LOOP

....Branch Inlet/Outlet Nodes, ZONESHWBYPASSINLETNODE, ZONESHWBYPASSOUTLETNODE

. .Branch, 6, ZONESHWOUTLETBRANCH, HOT WATER LOOP

....Branch Inlet/Outlet Nodes,HW DEMAND EXIT PIPE INLET NODE, HW DEMAND OUTLET NODE

! <#Component Sets>,<Number of Component Sets>

#Component Sets, 16

! <Component Set>,<Component Set Count>,<Parent Object Type>,<Parent Object Name>,<Component

Type>, <Component Name>,<Inlet Node ID>,<Outlet Node ID>,<Description>

Component Set,1l,BRANCH,HEATING SUPPLY INLET BRANCH, PUMP:VARIABLE SPEED,HW CIRC PUMP,HW SUPPLY INLET
NODE, HW PUMP OUTLET NODE,Water Nodes

Component Set,2,BRANCH, HEATING PURCHASED HOT WATER BRANCH, PURCHASED:HOT WATER, PURCHASED HEATING, PURCHASED
HEAT INLET NODE, PURCHASED HEAT OUTLET NODE,Hot Water Nodes

Component Set, 3,BRANCH, HEATING SUPPLY BYPASS BRANCH, PIPE, HEATING SUPPLY SIDE BYPASS,HEATING SUPPLY BYPASS
INLET NODE,HEATING SUPPLY BYPASS OUTLET NODE, Pipe Nodes

Component Set,4,BRANCH,HEATING SUPPLY OUTLET BRANCH, PIPE, HEATING SUPPLY OUTLET,HEATING SUPPLY EXIT PIPE
INLET NODE,HW SUPPLY OUTLET NODE, Pipe Nodes

Component Set,5,BRANCH, ZONESHWINLETBRANCH, PIPE, ZONESHWINLETPIPE, HW DEMAND INLET NODE,HW DEMAND ENTRANCE
PIPE OUTLET NODE, Pipe Nodes

Component Set, 6, BRANCH, ZONESHWOUTLETBRANCH, PIPE, ZONESHWOUTLETPIPE, HW DEMAND EXIT PIPE INLET NODE, HW
DEMAND OUTLET NODE, Pipe Nodes

Component Set,7,BRANCH, ZONE1HWBRANCH, BASEBOARD
HEATER:WATER:CONVECTIVE, ZONE1BASEBOARD, ZONE1BBHWINLETNODE, ZONE1BBHWOUTLETNODE, Hot Water Nodes

Component Set, 8,BRANCH, ZONE2HWBRANCH, BASEBOARD
HEATER:WATER:CONVECTIVE, ZONE2BASEBOARD, ZONE2BBHWINLETNODE , ZONE2BBHWOUTLETNODE, Hot Water Nodes

Component Set, 9, BRANCH, ZONE3HWBRANCH, BASEBOARD
HEATER:WATER:CONVECTIVE, ZONE3BASEBOARD, ZONE3BBHWINLETNODE, ZONE3BBHWOUTLETNODE, Hot Water Nodes

Component

Set, 10, BRANCH, ZONESHWBYPASSBRANCH, PIPE, ZONESHWBYPASSPIPE, ZONESHWBYPASSINLETNODE, ZONESHWBYPASSOUTLETNODE, Pi
pe Nodes

Component Set,11,AIR
CONDITIONER:WINDOW:CYCLING, ZONE1WINDAC, FAN: SIMPLE : CONSTVOLUME, ZONE1WINDACFAN, ZONE1WINDACOAMIXEROUTLETNODE,
ZONE1WINDACFANOUTLETNODE, Air Nodes
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INTRODUCTION EPLUSOUT.CIF

Component Set,12,AIR
CONDITIONER:WINDOW:CYCLING, ZONE1WINDAC, COIL:DX:COOLINGBYPASSFACTOREMPIRICAL, ZONE1WINDACDXCOIL, ZONE1WINDACF
ANOUTLETNODE, ZONE1WINDACAIROUTLETNODE, Air Nodes

Component Set,13,AIR
CONDITIONER:WINDOW:CYCLING, ZONE2WINDAC, FAN: SIMPLE : CONSTVOLUME , ZONE2WINDACFAN, ZONE2WINDACOAMIXEROUTLETNODE,
ZONE2WINDACFANOUTLETNODE, Air Nodes

Component Set,14,AIR
CONDITIONER:WINDOW:CYCLING, ZONE2WINDAC, COIL:DX:COOLINGBYPASSFACTOREMPIRICAL, ZONE2WINDACDXCOIL, ZONE2WINDACF
ANOUTLETNODE, ZONE2WINDACAIROUTLETNODE, Air Nodes

Component Set,15,AIR
CONDITIONER:WINDOW:CYCLING, ZONE3WINDAC, FAN: SIMPLE : CONSTVOLUME, ZONE3WINDACFAN, ZONE3WINDACDXOUTLETNODE, ZONE3
WINDACAIROUTLETNODE,Air Nodes

Component Set,16,AIR
CONDITIONER:WINDOW:CYCLING, ZONE3WINDAC, COIL:DX:COOLINGBYPASSFACTOREMPIRICAL, ZONE3WINDACDXCOIL, ZONE3WINDACO
AMIXEROUTLETNODE, ZONE3WINDACDXOUTLETNODE, Air Nodes

eplusout.cif

At the beginning of the simulation EnergyPlus generates an internal COMIS input file,
eplusout.cif, based on the COMIS-related inputs described above. To retain this file, add the
following line to your idf file:

Report, COMISinput;

eplusout.cif can be used as a summary and verification of your COMIS/EnergyPlus inputs. It
can also be used as input to the original COMIS program for testing and debugging
purposes. If EP-Launch is used or the batch files are used to run the EnergyPlus simulation,
then this file will be saved as <filename>.cif.

An example of this file is shown in This is followed by a description of the contents

of the file.
&-PR-IDENtification 1
2 EnergyPlus/COMIS input file
3 &-PR-SIMUlation options 2
4 VENT
5 NO POL
6 NO CONC
7 NO INPUT
8 NO DEFAULT
9 NO UNIT
10 START 19570701_00:00
11 STOP 19570701_00:00
12 &-PR-CONTrol parameters 3
13 1. 0.1E-05 0.1E-03 0.2E-06 1 0.1E-03
14 1 0 500
15 &-CR CRACK 7
16 *CR-1
17 0.010 0.667 1.000
18 0.000 0.000 0.000
19 *CRCRI
20 0.050 0.667 1.000
21 0.000 0.000 0.000
22 &-WI WINDOW 8
23 *WIWIOPEN1_ 1
24 0.001 0.667 1 4.000 1.500 0.000
25 0.000 0.500 0.000 1.000 0.000
26 1.000 0.600 1.000 1.000 0.000
27 0.000 0.000 0.000 0.000 0.000
28 *WIWIOPEN2_ 1
29 0.001 0.667 1 3.000 1.333 0.000
30 0.000 0.500 0.000 1.000 0.000
31 1.000 0.600 1.000 1.000 0.000
32 0.000 0.000 0.000 0.000 0.000
33 *WIDROPEN 1
34 0.001 0.667 1 1.000 2.000 0.000
35 0.000 0.500 0.000 1.000 0.000
36 1.000 0.600 1.000 1.000 0.000
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37 0.000 0.000 0.000 0.000 0.000

38 &-NET-ZONes 9

39 z1 WEST_ZONE 23.00 0.00 113.27 0.01
40 z2 EAST_ZONE 23.00 0.00 113.27 0.01
41 z3 NORTH_ZONE 23.00 0.00 226.53 0.01
42 &-NET-EXTernal node data 10

43 exl facl 1.00

44 ex2 fac2 1.00

45 ex3 fac3 1.00

46 ex4 fac4 1.00

47 &-NET-LINks 11

48 SURFACE_1 CR-1 -ex3 zl 1.524 1.524 1.00 1.000
49 WINDOW1 WIWIOPENL 1 -ex3 zl 1.750 1.750 1.00 0.500
50 SURFACE_2 CR-1 -ex4 zl 1.524 1.524 1.00 1.000
51 SURFACE_3 CRCRI z3 z1 1.524 1.524 1.00 1.000
52 DOORINSURFACE_3 WIDROPEN 1 z3 z1 1.000 1.000 1.00 0.500
53 SURFACE_4 CRCRI z2 zl 1.524 1.524 1.00 1.000
54 SURFACE_8 CR-1 -ex3 z2 1.524 1.524 1.00 1.000
55 SURFACE_9 CR-1 -ex2 z2 1.524 1.524 1.00 1.000
56 SURFACE_11 CRCRI z3 z2 1.524 1.524 1.00 1.000
57 SURFACE_14 CR-1 -ex4 z3 1.524 1.524 1.00 1.000
58 SURFACE_15 CR-1 -ex1l z3 1.524 1.524 1.00 1.000
59 WINDOW2 WIWIOPEN2 1 -exl z3 1.667 1.667 1.00 0.500
60 SURFACE 16 CR-1 -ex2 z3 1.524 1.524 1.00 1.000
61 &-CP-BUILding reference height for Cp data 12

62 10.00000

63 &-CP-VALUes 13

64 cpva

65 * 0.00 30.0 60.0 90.0 120.0 150.0 180.0 210.0 240.0 270.0 300.0 330.0

66 facl 0.60 0.48 0.04 -0.56 -0.56 -0.42 -0.37 -0.42 -0.56 -0.56 0.04 0.48

67 fac2 -0.56 0.04 0.48 0.60 0.48 0.04 -0.56 -0.56 -0.42 -0.37 -0.42 -0.56

68 fac3 -0.37 -0.42 -0.56 -0.56 0.04 0.48 0.60 0.48 0.04 -0.56 -0.56 -0.42

69 fac4 -0.56 -0.56 -0.42 -0.37 -0.42 -0.56 -0.56 0.04 0.48 0.60 0.48 0.04

70 &-ENV-BUIlding related parameters 4

71 228.000 0.000 40.300 -88.150

72 &-ENV-WINd and meteo related parameters 5

73 10.000 228.000 0.140

74 0.000 0.200 0.180 0.000

75 180.000 0.200 0.320 15.000

76 &-SCH-METeo data 6

77 met data for time step

78 19570701_00:00 0.0 0. 18.2 11.7 98.79

79 &-NORM-CR Standard conditions for crack data

80 20.00000 101.3200 5.000000

Figure 1. Sample COMIS input file, eplusout.cif, produced by COMIS/EnergyPlus.

The above sample differs from the actual file in that reference line numbers have been added
and blank space in some of the lines has been removed to avoid line wrapping. The contents

of the file are described in the succeeding section.

Description of Contents of Sample COMIS Input File

An example COMIS input file is shown in The following describes the contents of
the lines in this file. When the contents are associated with a COMIS input object the name of
the object is given in boldface; this is followed by the names of one or more input fields
associated with that object. For example, Line 4 of the sample file contains the value of the

“Ventilation Simulation Control” field of the COMIS Simulation object.

Line 4: COMIS Simulation: Ventilation Simulation Control.
Line 5: COMIS Simulation: Pollution Simulation Control.

Line 6: COMIS Simulation: Concentration Simulation Control.
Line 13-14: COMIS Simulation
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Line 13: Under-Relaxation Factor, Absolute Flow Tolerance (kg/s), Relative Flow
Tolerance, Error Estimate for Total Flow per Zone (kg/s), Start Number of lterations, Limit
for Laminar Flow Approximation (Pa).

Line 14: Flag for Using Old Pressures (1 = use pressures from previous time step at start
of iterations in current time step), Flag for Pressure Initiation (0 = do linearized solution at
beginning of iterations), Maximum Number of Iterations.

Lines 16-18 and 19-21: COMIS Air Flow:Crack: Name, Air Mass Flow Coefficient (kg/s @
1.0 Pa), Air Mass Flow Exponent, Crack Length (m), Pollutant #1, #2 and #3 Filter
Efficiencies.

Lines 23-27: COMIS Air Flow:Opening: input data for WIOPEN1.

Line 23: Name. Note that program has added prefix “WI” and suffix “_1”. If two or more
COMIS Surface Data’s refer to the same COMIS Air Flow:Opening then multiple air-flow
opening blocks will be created, with suffices “_ 17, “ 27, etc.

Line 24: Air Mass Flow Coefficient When Window or Door is Closed (kg/s @ 1.0 Pa per m
of crack); Air Mass Flow Exponent When Window or Door is Closed; Type of Large
Vertical Opening (LVO); width of window/door (m); height of window/door (m); Extra
Crack length for LVO Type 1 with Multiple Openable Parts, or Height of Pivoting Axis for
LVO type 2.

Line 25: Opening Factor #1, Discharge Coefficient for Opening Factor #1, Width Factor
for Opening Factor #1, Height Factor for Opening Factor #1, Start Height Factor for
Opening Factor #1.

Line 26: Opening Factor #2, ...

Line 27: Opening Factor #3, ... (note: data for only two opening factors has been
specified)

Lines 28-32: COMIS Air Flow:Opening: input data for WIOPEN2.

Lines 33-37: COMIS Air Flow:Opening: input data for DROPEN.

Lines 39-41: COMIS Zone Data: COMIS zone name in the form zN, where N = zone number
of associated thermal zone; Name of Associated Thermal Zone; starting zone air temperature

(C); calculated reference height (m); volume (m3 ); starting value of zone air humidity ratio.

Lines 43-46: COMIS External Node: external node number in the form exN, facade element
number in the form facN, Outside Pollutant Concentration Factor (not used).

Lines 48-60: COMIS Surface Data--information for the air flow links, where a link can be a
crack or window/door opening. Each line gives:

m  Name of the heat transfer surface associated with the link.

m Name of the COMIS Air Flow:Crack or COMIS Air Flow:Opening corresponding to
the link. Opening names start with WI. Other names are crack names.

m  COMIS name of the link’'s FromZone. In COMIS, air flows across a link between two
zones, one of which is the “FromZone” and the other is the “ToZone.” A name of the

[ ]

form —exN means external air node N. See “FromZone’s and ToZone’s,” below.

m  COMIS name of the link’'s ToZone. A name of the form —exN means external air node
N. In COMIS, air flows across a link between two zones, one of which is the
“FromZone” and the other is the “ToZone.” A name of the form —exN means external

node N. See “FromZone’s and ToZone’s,” below.
m  Vertical distance between link and FromZone’s reference plane (m)

m  Vertical distance between link and ToZone’s reference plane (m)
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m  For a window/door opening, the cosine of the angle between the plane of the opening
and the vertical plane (same as sine of the window/door tilt angle).

Lines 62: COMIS Simulation: Reference Height for Recorded Wind Data (m)

Lines 65-69: COMIS CP Values
Line 65: Wind directions (degrees from North)
Lines 66-69: Facade element number in the form facN, Cp values for corresponding wind
directions.
Line 71: Building parameters: height above sea level (m), azimuth (deg), latitude (deg),
longitude (deg).
Lines 73-75: Wind and meteorological parameters

Line 73: Reference height for wind speed measurement (m), altitude of meteorological
station (m), exponent in the power-law function of the wind velocity profile.

Lines 74-75: COMIS Site Wind Conditions: Wind direction (deg from North), Plan Area
Density, Exponent of Wind Velocity Profile, Surrounding Building Height (m).

Line 78: Weather data for first time step: Year/month/day/hour/minutes of first time step, wind
speed (m/s), wind direction (deg from North), outside drybulb temperature (C), outside
humidity ratio (g/kg), barometric pressure (kPa).

Line 80: COMIS Standard Conditions for Crack Data: Standard Temperature for Crack
Data (C), Standard Barometric Pressure for Crack Data (kPa), Standard Humidity Ratio for
Crack Data (g/kg).

eplusout.dbyg

This file is used by developers during debugging and can be “turned on” by the DEBUG
OUTPUT object in the input file. The only reason a user might specify this flag would be to
send a file to the support group.

eplusout.dxf

The DXF output report file is formatted according to the “Data Exchange Format” standard
rules for representing CADD type coordinates. The file can be used in several inexpensive,
shareware or freeware viewers. Quickview Plus ™ can display DXF files as shown in
ﬂ below. A free program from Autocad™, Voloview Express™, can display solid model
rendering as shown in Figure 3 Other viewers are available from Microstation™, Visio™ and
other shareware or freeware vendors. Voloview Express is downloadable from
vww.autocad.con.

This file is generated when the following line is included in the IDF.

| Report, Surfaces, DXF;

In addition to the building shape (including detach shading elements), the DXF view includes
a “true north” arrow and the name from the BUILDING object.
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Figure 2. Quick View Plus version of DXF file

Even in the Quick View version, you can see that the different building elements have
different colors. Most viewers display roofs as yellow, floors as black, walls as blue, windows
as green, shading (attached) as pink, and detached shades as deeper blue. This is shown
more definitively in a view from Voloview Express.
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Figure 3. Voloview 3D Solid view

The DXF file of itself is an ASCI| file, with a specific structure as specified in the standard. An
excerpt of the file is shown below:

SECTION
2
ENTITIES
0
TEXT
8
1
6
CONTINUOUS
62
3
10
-11.00000
20
3.00000
30
0.10000
40
.25
1
True North
41
0.0
7
MONOTXT
210
0.0
220
0.0
230
1.0
0
<reduced for brevity>
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3DFACE
8
1
62
3
10
-10.00000
20
3.00000
30
0.10000
11
-10.00000
21
3.00000
31
0.00000
12
-10.00000
22
0.00000
32
0.00000
13
-10.00000
23
0.00000
33
0.10000
0
ENDSEC
0
EOF
999
DXF created from EnergyPlus
999

Program Version,EnergyPlus, Version 1.0.1

eplusout.eio

This file contains some standard and some optional “reports”. It is intended to be a
somewhat intelligent report of input conditions when they don'’t fit well in other places or when
they aren’t substantial enough for their own “file”. (e.g. eplusout.bnd) Contents of the file
are somewhat documented in various places in the Jnput Output Reference documen| — as
results of objects. This file or portions of it can be easily imported into spreadsheet programs
and more analysis done there. Contents of this file include construction details, location

information, “environment” information, number of “warmup” days required in each
environment.

The form of the file is a data dictionary followed by the data. In this case, the data dictionary
line precedes the first “data” line though there may be several defining “dictionary lines”.
Each dictionary line will show the field as <field name> followed by other fields that will be in
the data lines. Data will be displayed similarly. Each field of dictionary or data will be

separated from the next by a comma “,” — and produce a comma delimited file.

Note that the lines in the eplusout.eio file can be extremely long (current limit is 500 characters).
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Simulation Parameters

! <Version>, Version ID

Version, 1.0.3

! <Time Steps per Hour>, #TimeSteps, Minutes per TimeStep

TimeSteps Per Hour, 4, 15

! <Run Control>, Do Zone Sizing, Do System Sizing, Do Plant Sizing, Do Design Days, Do Weather Simulation
Run Control, Yes, Yes, Yes, No, Yes

! <Building Information>, Building Name,North Axis {deg},Terrain, Loads Convergence Tolerance Value,
Temperature Convergence Tolerance Value, Solar Distribution

Building, BUILDING, 30.000,City, 0.04000, 0.40000, FullExterior

! Inside Convection Algorithm, Value {Simple Detailed CeilingDiffuser
Inside Convection Algorithm, Simple

! Outside Convection Algorithm, Value {Simple | Detailed}
Outside Convection Algorithm, Simple

! Solution Algorithm, Value {CTF | EMPD | MTF}

Solution Algorithm, CTF

! Sky Radiance Distribution, Value {0O=Isotropic | l=Anisotropic}

Sky Radiance Distribution, 1

! Shadowing/Sun Position Calculations [Annual Simulations], Value {days}
Shadowing/Sun Position Calculations, 20

! <AirFlow Model>, Simple/Comis

AirFlow Model, Simple

! Zone Volume Capacitance Multiplier, Value

Zone Volume Capacitance Multiplier, 1.000

! < Input Surface Geometry Information>,Starting Corner,Vertex Input Direction,Coordinate System
SurfaceGeometry, UpperLeftCorner, CounterClockwise,RelativeCoordinateSystem

TrombeWall}

The simulation parameters output is the simplest form of reporting in the eplusout.eio file.
Each of the “header” records (lines starting with an “I") are followed immediately by the one
and only data line. By and large, these data lines are all merely echoes of the entries in the

IDF (or defaulted for blank fields). For most of these descriptions, you can look at the object
fields (of same name) in the |nput Output Referencg document.

Version

! <Version>, Version ID
Version, 1.0.3

This is the version of the IDF as entered in the IDF file. If it does not match the current
EnergyPlus Version, a warning will be issued and show in the eplusout.err file.

Time Steps Per Hour

! <Time Steps per Hour>, #TimeSteps, Minutes per TimeStep
TimeSteps Per Hour, 4, 15

This is the number of time steps in hour as entered in the IDF file as well as showing how
many minutes will encompass each time step (i.e. 4 time steps in hour = 15 minutes per time
step).

Run Control

! <Run Control>, Do Zone Sizing, Do System Sizing, Do Plant Sizing, Do Design Days, Do Weather Simulation
Run Control, Yes, Yes, Yes, No, Yes

This shows how the sizing and running (design days vs. weather file) will be accomplished.
Design days are required for sizing but do not necessarily need to be “run” after sizing has
completed. Thus, the user can choose to do sizing, not do a “normal” calculation with the
design day definitions but then go ahead and run the full simulation year.

Building
! <Building Information>, Building Name,North Axis {deg},Terrain, Loads Convergence Tolerance Value,
Temperature Convergence Tolerance Value, Solar Distribution
Building, BUILDING, 30.000,City, 0.04000, 0.40000, FullExterior

This shows the values put in for the Building Object in the IDF.
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Inside Convection Algorithm

! Inside Convection Algorithm, Value {Simple | Detailed | CeilingDiffuser | TrombeWall}
Inside Convection Algorithm, Simple

This shows the inside (interior) convection algorithm selected by the IDF value.

Outside Convection Algorithm

! Outside Convection Algorithm, Value {Simple | Detailed}
Outside Convection Algorithm, Simple

This shows the outside (exterior) convection algorithm selected by the IDF value.

Solution Algorithm

! Solution Algorithm, Value {CTF EMPD

Solution Algorithm, CTF

MTEFE'}

This shows the solution algorithm approach selected by the IDF value.

Sky Radiance Distribution

! Sky Radiance Distribution, Value {0O=Isotropic | 1l=Anisotropic}
Sky Radiance Distribution, 1

This shows the solution algorithm approach selected by the IDF value.

Shadowing/Sun Position Calculations

! Shadowing/Sun Position Calculations [Annual Simulations], Value {days}
Shadowing/Sun Position Calculations, 20

This shows how many days between the re-calculaton of solar position during a weather file
simulation. While a smaller number of days will lead to a more accurate solar position
estimation (solar position is important in shadowing as well as determining how much solar
enters the space), it also increases the calculation time necessarily to complete the
simulation. The default, re-calculating every 20 days, give a good compromise.

AirFlow Model

! <AirFlow Model>, Simple/Comis
AirFlow Model, Simple

This shows the air flow method to be used. Note that simply selecting the COMIS model also
needs to have the appropriate COMIS input statements to effect the solution. Likewiese, just
having the COMIS input statements does not automatically trigger this air flow model.
solution algorithm approach selected by the IDF value. In this case, a warning message
about “orphan objects” (the COMIS input statements) will appear in the eplusout.err file.

Zone Volume Capacitance Multiplier

! Zone Volume Capacitance Multiplier, Value
Zone Volume Capacitance Multiplier, 1.000

This shows the zone volume capacitance multiplier selected by the IDF value.

Surface Geometry

! < Input Surface Geometry Information>,Starting Corner,Vertex Input Direction,Coordinate System
SurfaceGeometry, UpperLeftCorner, CounterClockwise,RelativeCoordinateSystem

This shows the expected order of the vertices for each surface.
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Climate Group Outputs

Climate related variables appear in two places for EnergyPlus outputs. When the simple
(monthly) GroundTemperature input is done and for all location data, lines appear in the
eplusout.eio file:

! <Location>, Location Name, Latitude, Longitude, Time Zone Number, Elevation {m}

Location, DENVER COLORADO, 39.75, -104.87, -7.00, 1610.26

! <GroundTemperatures>, Months From Jan to Dec {Deg C}

GroundTemperatures, 12.22, 12.78, 14.44, 16.67, 19.44, 23.33, 22.22, 20.00, 17.78, 16.67,
14.44, 12.78

! <GroundReflectances>, Months From Jan to Dec {dimensionless}

GroundReflectances, 0.60, 0.60, 0.40, 0.30, ©0.20, ©0.20, 0.20, ©0.20, 0.20, 0.20, 0.20, 0.40
! <Snow Ground Reflectance Modifiers>, Normal, Daylighting {dimensionless}

Snow Ground Reflectance Modifiers, 1.000, 1.000

! <Snow GroundReflectances>, Months From Jan to Dec {dimensionless}

Snow GroundReflectances, 0.60, 0.60, 0.40, 0.30, ©0.20, ©0.20, 0.20, ©0.20, ©0.20, 0.20, ©0.20,
0.40

! <Snow GroundReflectances For Daylighting>, Months From Jan to Dec {dimensionless}

Snow GroundReflectances For Daylighting, 0.60, 0.60, 0.40, 0.30, 0.20, 0.20, 0.20, 0.20, 0.20,
0.20, 0.20, 0.40

In addition for each “environment” simulated, information about the environment is shown:

! <Environment>,Environment Name,Environment Type, Start Date, End Date, Start DayOfWeek, Duration
{#days}, Source:Start DayOfWeek, Use Daylight Savings, Use Holidays, Apply Weekend Holiday Rule

! <Environment:Special Days>, Special Day Name, Special Day Type, Source, Start Date, Duration {#days}
! <Environment:Daylight Saving>, Daylight Saving Indicator, Source, Start Date, End Date

! <Environment:Design Day Misc>,DayOfYear,ASHRAE A Coeff,ASHRAE B Coeff,ASHRAE C Coeff,Solar Constant-
Annual Variation,Eq of Time {minutes}, Solar Declination Angle {deg}

! <Environment:WarmupDays>, NumberofWarmupDays

For example, a DesignDay:

Environment, PHOENIX ARIZONA WINTER,DesignDay, 1/21, 1/21,MONDAY, 1,N/A,N/A,N/A,N/A
Environment:Daylight Saving,No,DesignDay
Environment:Design Day Misc, 21,1228.9,0.1414,5.7310E-002,1.0,-11.14,-20.0

Or a RunPeriod:

Environment, CHICAGO IL TMY2-94846 WMO#=725300,WeatherRunPeriod, 1/
1,12/31,SUNDAY, 365, UseWeatherFile, Yes, Yes, No

Environment:Daylight Saving, No,

Environment:Special Days,NEW YEARS DAY,Holiday,WeatherFile, 1/ 1, 1
Environment:Special Days,MEMORIAL DAY,Holiday,WeatherFile, 5/31, 1
Environment:Special Days, INDEPENDENCE DAY,Holiday,WeatherFile, 7/ 5, 1
Environment:Special Days,LABOR DAY,Holiday,WeatherFile, 9/ 6, 1
Environment:Special Days, THANKSGIVING,Holiday,WeatherFile,11/25, 1
Environment:Special Days,CHRISTMAS,Holiday,WeatherFile, 12/25, 1
Environment:WarmupDays, 4

Note that in this display, using “weekend rule” and specific date holidays, the actual observed dates are
shown in the output display — in the example above, Independence Day (July 4) is actually observed on
July 5.

Climate Group — Simple Outputs

Some of the climate outputs are a “simple” group. The “header” line is followed immediately
by the data line.

Location

This output represents the location data used for the simulation. Note that if a runperiod is
used, the IDF “Location” is ignored and the location from the weather file is used instead.
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Field: <Location>

This data field will contain the constant “Location”.

Field: Location Name

This is the name given to the location whether from the IDF or the weather file.
Field: Latitude

This is the latitude of the site, expressed decimally. Convention uses positive (+) values for
North of the Equator and negative (-) values for South of the Equator. For example, S 30° 15’
is expressed as —30.25.

Field: Longitude

This is the longitude of the site, expressed decimally. Convention uses positive (+) values for
East of the Greenwich meridian and negative (-) values for West of the Greenwich meridian.
For example, E 130° 45’ is expressed as +130.75.

Field: Time Zone Number

This is the time zone of the site, expressed decimally. Convention uses positive (+) values
for GMT+ (Longitude East of the Greenwich meridian) and negative (-) values for GMT-
(Longitude West of the Greenwich meridian). For example, the time zone for Central US time
is —6. The time zone for parts of Newfoundland is —3.5 (-3 hours, 30 minutes from GMT).

Field: Elevation {m}
This is the elevation of the site. Units are m.

Ground Temperatures

Field: <GroundTemperatures>
This data field will contain the constant “GroundTemperatures”.
Field Set (1-12) — Monthly Ground Temperatures

There will be a set of 12 numbers — the ground temperatures by month: January, February,
March, April, May, June, July, August, September, October, November, December. Units are
C.

Ground Reflectance

Field: <GroundReflectances>
This data field will contain the constant “GroundReflectances”.
Field Set (1-12) — Monthly Ground Reflectances

There will be a set of 12 numbers — the ground reflectances by month: January, February,
March, April, May, June, July, August, September, October, November, December.

Snow Ground Reflectance Modifiers

It is generally accepted that snow resident on the ground increases the basic ground
reflectance. EnergyPlus allows the user control over the snow ground reflectance for both
“normal ground reflected solar’ calculations (see above) and snow ground reflected solar
modified for daylighting. This is the display of the user entered or defaulted values.
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15



INTRODUCTION EPLUSOUT.EIO

Field: <Snow Ground Reflectance Modifiers>
This data field will contain the constant “Snow Ground Reflectance Modifiers”.
Field: Normal

This field is the value between 0.0 and 1.0 which is used to modified the basic monthly
ground reflectance when snow is on the ground (from design day input or weather data
values).

GroundReflectance ., = GroundReflectance e Modifier,,

used

Field: Daylighting

This field is the value between 0.0 and 1.0 which is used to modified the basic monthly
ground reflectance when snow is on the ground (from design day input or weather data
values).

DaylightingGroundReflectance ., = GroundReflectance e Modifier;,

used

Snow Ground Reflectance

This data is the result of using the Snow Ground Reflectance modifier and the basic Ground
Reflectance value.

Field: <GroundReflectances>
This data field will contain the constant “Snow GroundReflectances”.
Field Set (1-12) — Monthly Snow Ground Reflectances

There will be a set of 12 numbers — the snow ground reflectances by month: January,
February, March, April, May, June, July, August, September, October, November, December.

Snow Ground Reflectance for Daylighting

This data is the result of using the Snow Ground Reflectance for Daylighting modifier and the
basic Ground Reflectance value.

Field: < Snow GroundReflectances For Daylighting>
This data field will contain the constant “Snow GroundReflectances For Daylighting”.
Field Set (1-12) — Monthly Snow Ground Reflectances for Daylighting

There will be a set of 12 numbers — the ground reflectances by month: January, February,
March, April, May, June, July, August, September, October, November, December.

Climate Group — Not so Simple Outputs

For each “environment” simulated, a set of outputs is produced. The header group is only
produced once. (The Design Day Misc header is produced only when there is a design day.)
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! <Environment>,Environment Name,Environment Type, Start Date, End Date, Start DayOfWeek, Duration
{#days}, Source:Start DayOfWeek, Use Daylight Saving, Use Holidays, Apply Weekend Holiday Rule

! <Environment:Special Days>, Special Day Name, Special Day Type, Source, Start Date, Duration {#days}
! <Environment:Daylight Saving>, Daylight Saving Indicator, Source, Start Date, End Date

! <Environment:Design Day Misc>,DayOfYear,ASHRAE A Coeff,ASHRAE B Coeff,ASHRAE C Coeff,Solar Constant-
Annual Variation,Eq of Time {minutes}, Solar Declination Angle {deg}

! <Environment:WarmupDays>, NumberofWarmupDays

Environment Line

Each “environment” (i.e. each design day, each run period) will have this line shown.
Field: <Environment>

This field will have the constant “Environment” in each data line.

Field:Environment Name

This field will have the “name” of the environment. For example, the design day name
("DENVER COLORADO SUMMER”) or the weather file location name (“‘BOULDER CO
TMY2-94018 WMO#=724699").

Field:Environment Type

This will be “DesignDay” for design day simulations and “WeatherRunPeriod” for weather file
run periods.

Field: Start Date

This will have the month/day that is the starting date for the simulation period. (7/21, for
example).

Field: End Date

This will have the month/day that is the ending date for the simulation period. Note that
Design Days are only one day and the end date will be the same as the start date.

Field: Start DayOfWeek

For weather periods, this will be the designated starting day of week. For design days, it will
be the day type listed for the design day object (e.g. SummerDesignDay or Monday).

Field: Duration {#days}

Number of days in the simulation period will be displayed in this field. Design days are only 1
day.

Field: Source:Start DayOfWeek

This field will list the “source” of the Start Day of Week listed earlier. This could be the
RunPeriod command from the input file or the Weather File if the UseWeatherFile option was
chosen in the RunPeriod command. For design days, this will be “N/A”.

Field: Use Daylight Saving

This field reflects the value of the Use Daylight Saving field of the RunPeriod object. For
design days, this will be “N/A”.
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Field: Use Holidays

This field reflects the value of the Use Holidays field of the RunPeriod object. For design

days, this will be “N/A”.
Field: Apply Weekend Holiday Rule

For design days, this will show “N/A”. For weather periods, this will show “Yes” if the Apply

Weekend Holiday Rule is in effect or “No” if it isn’t.

Design Day Misc Line

This line is shown for each design day simulated. It is not shown for sizing runs that do not

subsequently use the design day as a simulation period.

Field: <Design Day Misc>

This is a constant that will display “Environment:Design_Day_Misc”.
Field:DayOfYear

This is the Julian day of year for the design day (i.e. Jan 1is 1, Jan 31 is 31).
Field:ASHRAE A Coeff

Reference ASHRAE HOF 30 — this is the A Coefficient in Wh/m? calculated from EnergyPlus.

Field:ASHRAE B Coeff

Likewise, this is the ASHRAE B Coefficient (dimensionless).

Field:ASHRAE C Coeff

This is the ASHRAE C Coefficient (dimensionless).

Field:Solar Constant-Annual Variation

This is the calculated solar constant using the given location and day of year.
Field:Eq of Time {minutes}

This is the calculated equation of time (minutes) using the given location and day of year.
Field: Solar Declination Angle {deg}

This is the solar declination angle for the day of year, degrees.

Special Day Line

Field: <Environment:Special Days>

This is a constant that will display “Environment:SpecialDays”.

Field: Special Day Name

This is the user designated name for the special day.

Field: Special Day Type

This shows the type for the special day (e.g. Holiday).
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Field: Source

This will display “InputFile” if it was specified in the IDF or “WeatherFile” if it came from the
weather file designation.

Field: Start Date
This shows the starting date as month/day (e.g. 7/4).
Field: Duration {#days}

This shows how many days the special day period continues. Usually, holidays are only 1
day duration.

Daylight Saving Line

Field: <Environment:Daylight Saving>

This is a constant that will display “Environment:DaylightSaving”.
Field: Daylight Saving Indicator

This will be Yes if daylight saving is to be observed for this simulation period and No if it is not
observed.

Field: Source

This will show the source of this invocation (or non-invocation). Inputfile if
DaylightSavingPeriod was entered (weather files only), WeatherFile if used in the Weather
file and selected in the Run Period object and designday if that was the source.

Field: Start Date

If the indicator field is Yes, then this field will be displayed and the month/day (e.g. 4/1) that
starts the daylight saving period observance will be shown.

Field: End Date

If the indicator field is Yes, then this field will be displayed and the month/day (e.g. 10/29) that
ends the daylight saving period observance will be shown.

Warmup Days Line

As described elsewhere, EnergyPlus simulates the first day of each simulation period until it
reaches “convergence”. This data line will show how many warm up days were required to
reach that state.

Field: <Environment:WarmupDays>
This is a constant that will display “Environment:WarmupDays”.
Field: NumberofWarmupDays

This field will show the number of days required to reach the convergence state for the
simulation.

Zone Outputs

Each zone is summarized in a simple set of statements as shown below:
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! <Zone Information>,Zone Name,North Axis {deg},X Origin {m},Y Origin {m},Z Origin {m},Type,Multiplier,
Ceiling Height {m},Volume {m3},Zone Inside Convection Algorithm {Simple-Detailed-CeilingDiffuser-

TrombeWall}, Floor Area {m2},Exterior Gross Wall Area {m2},Exterior Net Wall Area {m2},Exterior Window
Area {m2}

Zone, PSI FOYER, 0.000, 0.000, 0.000, 0.000, 1, 1, 4.953, 478.555,Detailed, 96.619,
70.606, 70.606, 106.838

Zone, DORM ROOMS AND COMMON AREAS, 0.000, 0.000, 6.096, 0.000, 1, 1, 6.096,
2718.417,Detailed, 445.935, 312.154, 267.561, 44.593

Zone, LEFT FORK, -36.870, 0.000, 31.699, 0.000, 1, 1, 6.096, 453.070,Detailed, 74.322,
185.806, 135.638, 50.168

Zone, MIDDLE FORK, 0.000, 4.877, 35.357, 0.000, 1, 1, 6.096, 453.070,Detailed, 74.322,
185.806, 155.705, 30.101

Zone, RIGHT FORK, 36.870, 10.973, 35.357, 0.000, 1, 1, 6.096, 453.070,Detailed, 74.322,
185.806, 135.638, 50.168

Field: <Zone Information>

This field contains the constant “Zone” for each line.
Field: Zone Name

This is the Zone Name entered from the |DF.

Field: North Axis {deg}

This is the North Axis entered from the IDF. Note that this is used primarily in the positioning
of the building when ‘“relative” coordinates are used — however, the Daylighting:Detailed
object also uses this. Units are degrees, clockwise from North.

Fields: X Origin {m}, Y Origin {m}, Z Origin {m}

This is the origin vertex {X,Y,Z} entered from the IDF. Note that this is used primarily in the
positioning of the building when “relative” coordinates are used - however, the
Daylighting:Detailed object also uses this. Units are m.

Field: TypeField: Multiplier
This is the multiplier (must be integral) entered from the IDF.
Field: Ceiling Height {m}

This is the ceiling height entered, if any, in the IDF. Ceiling height is also heuristically
calculated from the surfaces in the zone — however, not all surfaces need to be entered and
sometimes the user would rather enter the ceiling height for the zone. If no ceiling height was
entered (i.e. the default of 0), this field will be the calculated value. A minor warning message
will be issued if the calculated value is significantly different than the entered value. Units are
m.

Field: Volume {m3}

Like the ceiling height, this user can also enter this value in the IDF. Volume is also
heuristically calculated using the ceiling height (entered or calculated) as well as the
calculated floor area (see later field). If entered here, this value will be used rather than the
calculated value. A minor warning message will be issued if the calculated value is
significantly different than the entered value. Units are m?®.

Field: Zone Inside Convection Algorithm {Simple-Detailed-CeilingDiffuser-TrombeWall}

The interior convection algorithm shown earlier (entire building) can be overridden for each
zone by an entry in the individual Zone object. This field will show which method is
operational for the zone.
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Field: Floor Area {m2}

This field is calculated from the floor surfaces entered for the zone. Units are m®.

Field: Exterior Gross Wall Area {m2}

This field is calculated from the exterior wall surfaces entered for the zone. Units are m?.
Field: Exterior Net Wall Area {m2}

This field is calculated from the exterior wall surfaces entered for the zone. Any sub-surface
area is subtracted from the gross area to determine the net area. Units are m?.

Field: Exterior Window Area {m2}
This field is calculated from the exterior window surfaces entered for the zone. Units are m?.
Surface Details Report

A good example of this is the surface details report (Report, Surfaces, Details;, Report,
Surfaces, Vertices;, Report, Surfaces, DetailsWithVertices;). Excerpt from the file:
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Line 1: ! <Zone/Shading Surfaces>,<Zone Name>/#Shading Surfaces,# Surfaces, Vertices are shown starting at
Upper-Left-Corner => Counter-Clockwise => World Coordinates
Line 2: ! <HeatTransfer/ShadingSurface>,<Surface Name>,<Surface Class>,<Base

Surface>,<Construction>,Nominal U (w/o film coef),Area

(Net) ,Azimuth, Tilt, ~Width, ~Height, Reveal, <ExtBoundCondition>, <SunExposure>, <WindExposure>,ViewFactorToGrou
nd,ViewFactorToSky,ViewFactorToGround-IR,ViewFactorToSky-IR, #Sides, {Vertex 1},,, {Vertex 2},,, {Vertex
3},,,{Vertex 4},,,{etc}

Line 3: ! <Units>,,,,,{W/m2-K}, {m2}, {deg}, {deg}, {m}, {m}, {m},,s/ssss,,X {m},Y {m},2 {m},X {m},Y {m},Z {m},X
{m},Y {m},Z2 {m},X {m},¥Y {m},Z {m}

Ex Line 1l: Shading Surfaces,Number of Shading Surfaces, 10

Ex Line 2: Shading Surface,WEST SIDE BUSHES,DETACHED,,,, 180.00000, 90.0, 90.0, 60.00,
3.00, 00000 rss 4, -5.00, 0.00, 3.00, -5.00, 0.00, 0.00, -5.00, 60.00,
0.00, -5.00, 60.00, 3.00

Ex Line 2: Shading Surface,EAST SIDE TREEl, DETACHED,,,, 500.00000,270.0, 90.0, 20.00,
50.99, ,,00r00r 3, 70.00, 30.00, 50.00, 70.00, 40.00, 0.00, 70.00, 20.00,
0.00

Ex Line 2: Shading Surface,EAST SIDE TREEZ2,DETACHED,,,, 500.00000, 0.0, 90.0, 20.00,
50.99, , 000000 3, 70.00, 30.00, 50.00, 80.00, 30.00, 0.00, 60.00, 30.00,
0.00

Ex Line 1: Zone Surfaces, HEARTLAND AREA, 35

Ex Line 2: HeatTransfer Surface,ZN001:WALLOOl,WALL,, EXTERIOR, 0.04, 136.00000,180.0, 90.0,
20.00, 10.00, 0.00,ExternalEnvironment, SunExposed,WindkExposed, 0.50, 0.50, 0.50, 0.50, 4,

20.00, 10.00, 10.00, 20.00, 10.00, 0.00, 40.00, 10.00, 0.00, 40.00,
10.00, 10.00

Ex Line 2: HeatTransferisurface,ZNOOl:WALLOOl:WINOOl,WINDOW,ZNOOl:WALLOOl,SINGLE PANE HW WINDOW, 6.12,
64.00000,180.0, 90.0, 8.00, 8.00, 0.00,ExternalEnvironment, SunExposed,WindExposed, 0.50,
0.50, 0.50, 0.50, 4, 26.00, 10.00, 8.10, 26.00, 10.00, 0.10, 34.00,
10.00, 0.10, 34.00, 10.00, 8.10

Ex Line 2: HeatTransfer Surface,ZN001:WALLOO2,WALL,, EXTERIOR, 0.04, 155.00000, 90.0, 90.0,
20.00, 10.00, 0.00,ExternalEnvironment, SunExposed,WindkExposed, 0.50, 0.50, 0.50, 0.50, 4,

50.00, 20.00, 10.00, 50.00, 20.00, 0.00, 50.00, 40.00, 0.00, 50.00,
40.00, 10.00

Ex Line 2: HeatTransferisurface,ZNOOl:WALLOOZ:WINOOl,WINDOW,ZNOOl:WALLOOZ,SINGLE PANE HW WINDOW, 6.12,
15.00000, 90.0, 90.0, 3.00, 5.00, 0.00,ExternalEnvironment, SunExposed,WindExposed, 0.50,
0.50, 0.50, 0.50, 4, 50.00, 22.20, 7.30, 50.00, 22.20, 2.30, 50.00,
25.20, 2.30, 50.00, 25.20, 7.30

Ex Line 2: HeatTransfer Surface,ZN001:WALLOO2:WINOO2,WINDOW,ZNOO1l:WALLOO2, SINGLE PANE HW WINDOW, 6.12,
15.00000, 90.0, 90.0, 3.00, 5.00, 0.00,ExternalEnvironment, SunExposed,WindExposed, 0.50,
0.50, 0.50, 0.50, 4, 50.00, 28.50, 7.30, 50.00, 28.50, 2.30, 50.00,
31.50, 2.30, 50.00, 31.50, 7.30

Ex Line 2: HeatTransfer Surface,ZN001:WALLOO2:WINOO3,WINDOW,ZNOO1l:WALLOO2, SINGLE PANE HW WINDOW, 6.12,
15.00000, 90.0, 90.0, 3.00, 5.00, 0.00,ExternalEnvironment, SunExposed,WindExposed, 0.50,
0.50, 0.50, 0.50, 4, 50.00, 35.30, 7.30, 50.00, 35.30, 2.30, 50.00,
38.30, 2.30, 50.00, 38.30, 7.30

<reduced for brevity>
Ex Line 1: Zone Surfaces,MAINE WING, 12

Ex Line 2: HeatTransfer Surface,ZN0O05:WALLOO1l,WALL,,EXTERIOR, 0.04, 100.00000,180.0, 90.0,
10.00, 10.00, 0.00,ExternalEnvironment, SunExposed, WindExposed, 0.50, 0.50, 0.50, 0.50, 4,

50.00, 40.00, 10.00, 50.00, 40.00, 0.00, 60.00, 40.00, 0.00, 60.00,
40.00, 10.00

Ex Line 2: HeatTransfer Surface,ZN005:WALLOO2,WALL,,EXTERIOR, 0.04, 170.00000, 90.0, 90.0,
20.00, 10.00, 0.00,ExternalEnvironment, SunExposed, WindExposed, 0.50, 0.50, 0.50, 0.50, 4,

60.00, 40.00, 10.00, 60.00, 40.00, 0.00, 60.00, 60.00, 0.00, 60.00,
60.00, 10.00

Ex Line 2: HeatTransferisurface,ZNOOS:WALLOOZ:WINOOI,WINDOW,ZNOOS:WALLOOZ,SINGLE PANE HW WINDOW, 6.12,
15.00000, 90.0, 90.0, 3.00, 5.00, 0.00,ExternalEnvironment,SunExposed,WindExposed, 0.50,
0.50, 0.50, 0.50, 4, 60.00, 44.30, 7.50, 60.00, 44 .30, 2.50, 60.00,
47.30, 2.50, 60.00, 47.30, 7.50

Description of the Detailed Surfaces Report(s)

The preceding excerpt includes the surface details and vertices. You can also obtain the
report with just the details or just the vertices.

Line 1: ! <Zone/Shading Surfaces>,<Zone Name>/#Shading Surfaces,# Surfaces, Vertices are shown starting at
Upper-Left-Corner => Counter-Clockwise => World Coordinates

When a line is shown with the comment character (!) in the first position, it signifies a
informational “header” record for the report. In addition, “Line 1” is also a header for the
subsequent “real” surface lines.
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Field: <Zone/Shading Surfaces>

This field is a dual purpose field. For beginning of the Shading Surfaces, it will show
“Shading_Surfaces”. At each Zone, it will show “Zone_Surfaces”.

Field: <Zone Name>/#Shading Surfaces

This field is a dual purpose field. It will either show the Zone Name of the subsequent
surfaces or the “Number of Shading Surfaces” for the entire building.

Field: # Surfaces

This field, then, specifies the number of surfaces of the type (zone or shading) that will follow.

The example lines illustrate:

Shading Surfaces,Number of Shading Surfaces, 10
Zone Surfaces,HEARTLAND AREA, 35
Zone Surfaces,MAINE WING, 12

Line 2: ! <HeatTransfer/ShadingSurface>,<Surface Name>,<Surface Class>,<Base
Surface>,<Construction>,Nominal U (w/o film coef),Area

(Net) ,Azimuth, Tilt, ~Width, ~Height, Reveal, <ExtBoundCondition>, <SunExposure>, <WindExposure>,ViewFactorToGrou

nd,ViewFactorToSky,ViewFactorToGround-IR,ViewFactorToSky-IR, #Sides, {Vertex 1},,, {Vertex 2},,, {Vertex
3}, {Vertex 4},,, {etc}
Line 3: ! <Units>,,,,,{W/m2-K}, {m2}, {deg}, {deg}, {m}, {m}, {m},,ssssss,X {m},¥ {m},Z2 {m},X {m}, ¥ {m},Z2 {m},X

{m},Y {m},Z2 {m},X {m},Y {m},Z {m}

Line 2 shows the full detail of each surface record with Line 3 used for illustrating the units of
individual fields (as appropriate).

The first four fields (<HeatTransfer/ShadingSurface>,Surface Name, Surface Class, Base
Surface) are included in all the Surface reports (Details, Vertices, Details with Vertices).

Field: <HeatTransfer/ShadingSurface>

For shading surfaces, this will be a constant “Shading_Surface”. For heat transfer surfaces,
this will be a constant “HeatTransfer_Surface”.

Field: Surface Name

This field will contain the actual surface name as entered in the IDF.

Field: Surface Class

This field contains the surface class (e.g. Window, Door, Wall, Roof) as entered in the IDF.
Field: Base Surface

This field contains the base surface name if this surface is a sub-surface (i.e. Window, Door).

Fields in Details and Details with Vertices report.

Field: Construction

This field will contain the name of the construction used for the surface. (Will be empty for
shading surfaces).

Field: Nominal U (w/o film coef)

A nominal thermal conductance for the surface is calculated for the surface. It does not
include interior or exterior film coefficients as this is calculated during the simulation and is
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dependent on several factors that may change during the simulation time period. Units for
this field are W/m*K.

Field: Area (net)

When surfaces are entered, the gross area of the surface is calculated from the vertices
(except for Internal Mass where it is entered directly). As net area is needed in the
calculations, any sub-surfaces to the primary surface are subtracted from the original gross
area. This field will show the final “net” area for the surface. Units for this field are m?.

Field: Azimuth

Using the specified vertices for the surface (and order of entry), EnergyPlus can determine
the outward facing normal angle for the surface. That angle is displayed in this field. Units
for this field are degrees.

Field: Tilt

Using the specified vertices for the surface (and order of entry), EnergyPlus can determine
the tilt of the surface with respect to “horizontal”. That angle is displayed in this field. Units
for this field are degrees.

Field: ~Width

This field (approximate width of the surface) is calculated and filled by EnergyPlus from the
entered vertices. Some parts of EnregyPlus use a width and height rather than the more
detailed vertex/area calculations. Units for this field are m.

Field: ~Height

This field (approximate height of the surface) is calculated and filled by EnergyPlus from the
entered vertices. Some parts of EnregyPlus use a width and height rather than the more
detailed vertex/area calculations. Units for this field are m.

Field: Reveal

This field is calculated for sub-surfaces with respect to their base surfaces using the entered
vertices, plane of the two surfaces, and distance between the planes. Reveal may be
important in shading of windows, in particular. Units for this field are m.

Field: <ExtBoundCondition>

This field shows the exterior boundary condition for the surface. If this is a surface that is
“external” the values will be ExternalEnvironment or Ground. If this surface is an interzone
surface, this value will be the surface name in the “other” zone. If this surface is an internal
surface, this value will be the same as the surface name. If this is a special surface with
“Other Side Coefficients”, the value will be OtherSideCoefficients.

Field: <SunExposure>

The value for this field will be SunExposed or NoSun. Internal surfaces should have NoSun
exposure.

Field: <WindExposure>

The value for this field will be WindExposed or NoWind. Internal surfaces should have
NoWind exposure.
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Field: ViewFactorToGround

This value has been entered as part of the surface description. View factor to ground is
described in the Input Output Reference document during the Surface:HeatTransfer
description.

Field: ViewFactorToSky
This value is calculated by EnergyPlus based on surface tilt and shadowing surfaces.
Field: ViewFactorToGround-IR

This value is calculated by EnergyPlus based on surface tilt and shadowing surfaces.
Shadowing surfaces are considered to have the same emissivity and temperature as the
ground, so they are lumped together with the ground in calculating the ground IR view factor.

Field: ViewFactorToSky-IR

This value is calculated by EnergyPlus based on surface tilt and shadowing surfaces.
Field: #Sides

This value is the number of sides / vertices the surface has.

Fields in Vertices Reports

Field Set: Vertex x [X {m}, Y {m}, Z {m}]

For each side of the surface, the vertices are shown in three separate fields (comma
separated) in the EnergyPlus “standard” coordinate order (Upper Left Corner first, Counter-
Clockwise, World Coordinates). Units for each vertex is m.

Calculating with Surface Details Report

It is reasonably easy to import this data into a spreadsheet and then calculate glazing area
percentage based on wall facing direction:
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<Zone Name>

<Surface Name>

HEARTLAND AREA
ZNOO1:WALLOO1
ZNOO1:WALLOO1:WIN0O1
South Window/Wall
ZNO01:WALL002
ZNO01:WALL002:WINOO1
ZNO01:WALL002:WIN002
ZNO01:WALL002:WIN003
East Window/Wall
ZNOO1:WALLOO03
ZNOO1:WALLOO03:WIN001
ZNOO01:WALLOO03:WIN002
ZNO01:WALLO003:WIN003
North Window/Wall
ZNO01:WALLO004
ZNO01:WALLO004:WINOO1
ZNOO1:WALLO04:WIN002
ZNOO1:WALLO04:WIN003
West Window/Wall

# Surfaces
Nominal U (w/o |Area
<Surface Class> film coef) (Net) Azimuth
{W/m2-K} {m2} {deg}
35

WALL 0.64 136 180

WINDOW 6.12 64 180
32%

WALL 0.64 155 90

WINDOW 6.12 15 90

WINDOW 6.12 15 90

WINDOW 6.12 15 90
23%

WALL 0.64 155 0

WINDOW 6.12 15 0

WINDOW 6.12 15 0

WINDOW 6.12 15 0
23%

WALL 0.64 155 270

WINDOW 6.12 15 270

WINDOW 6.12 15 270

WINDOW 6.12 15 270
23%

Figure 4. Surface Details with Window/Wall % calculated

Construction Element Outputs

An optional report (contained in eplusout.eio) gives calculated elements for the materials
and constructions used in the input. One report is specific to opaque constructions (note that
nominal thermal conductance is calculated).

The report is invoked by including the following in the IDF:

| Report,Construction;
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Line 1: ! <Construction>,Construction Name, #Layers, #CTFs, Time Step {hours}, ThermalConductance {w/m2-
K},OuterThermalAbsorptance, InnerThermalAbsorptance,OuterSolarAbsorptance, InnerSolarAbsorptance, Roughness
Line 2: ! <Material>,Material Name,Thickness {m},Conductivity {w/m-K},Density {kg/m3},Specific Heat {J/kg-
K}, ThermalResistance {m2-K/w}

Line 2: ! <Material:Air>,Material Name, ThermalResistance {m2-K/w}

Line 3: ! <CTF>,Time,Outside,Cross,Inside,Flux (except final one)

Ex Line 1l: Construction, EXTWALLOS9, 4,10, 0.250,2.545 , 0.900, 0.900, 0.930, 0.920,Rough

Ex Line 2: Material,A2 - 4 IN DENSE FACE BRICK, 0.1015, 1.245, 2082.400, 920.480, 0.8151E-01

Ex Line 2: Material:Air,Bl - AIRSPACE RESISTANCE, 0.1604

Ex Line 2: Material,C3 - 4 IN HW CONCRETE BLOCK, 0.1015, 0.813, 977.126, 836.800, 0.1249

Ex Line 2: Material,El - 3 / 4 IN PLASTER OR GYP BOARD,0.0191,0.726, 1601.846, 836.800, 0.2622E-01

Ex Line 3: CTF, 10, 0.13890138E-11, 0.95367648E-14, 0.62566281E-10, -0.39500133E-14
Ex Line 3: CTF, 9, -0.32803336E-08, 0.29933755E-10, -0.60855613E-07, 0.10196216E-10
Ex Line 3: CTF, 8, 0.23798948E-05, 0.21201413E-07, 0.21649376E-04, -0.88463084E-08
Ex Line 3: CTF, 7, -0.58681847E-03, 0.38118098E-05, -0.26539198E-02, 0.25879187E-05
Ex Line 3: CTF, 6, 0.46201324E-01, 0.18871269E-03, 0.12095720 , -0.26290432E-03
Ex Line 3: CTF, 5, -1.2828328 , 0.27337395E-02, -2.1646103 , 0.91268499E-02
Ex Line 3: CTF, 4, 13.603723 , 0.11920108E-01, 17.065325 , -0.12663354

Ex Line 3: CTF, 3, -62.546625 , 0.15112689E-01, -64.276824 , 0.73877389

Ex Line 3: CTF, 2, 133.27916 , 0.47414487E-02, 120.00640 , -1.9706501

Ex Line 3: CTF, 1, -130.02410 , 0.22383019E-03, -106.88260 , 2.3359193

Ex Line 3: CTF, 0, 46.959981 , 0.53137072E-06, 36.168919

Description of the Opaque Construction Report

The Opaque Construction report has 3 parts for each construction.

Part 1 is the construction name along with some derived values for the entire construction
(i.e. Thermal Conductance) as well as noting other details about the surface (# CTFs, #
Layers).

Part 2 shows the material layers for the construction. This is essentially just an echo of the
entered properties of the materials from the IDF.

Part 3 shows the CTFs as calculated for the Construction. CTFs are described more
completely in the Engineering Reference document.

Fields in Part 1 — Opaque Construction Report

Field: <Construction>

This will be filled with the constant “Construction” for each Construction line.
Field: Construction Name

This is the name of the construction as entered in the IDF.

Field: #Layers

This is the number of material layers inferred from the construction entry in the IDF. Material
layers are listed “outside” to “inside” of the construction. This, of course, depends on the
placement of the surface in the building — the “outside” of an internal surface is the layer that
is closest to whatever the surface touches whereas the “inside” of an internal surface is the
layer that shows in the surface’s “zone”. The outside of an external surface is the layer that
faces the outside environment and, again, the inside is the layer that shows in the zone.

Field: #CTFs

This is the calculated number of CTFs (Conduction Transfer Functions). The conduction
transfer functions are temperature and flux coefficients that characterize the thermal
properties of the wall.
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Field: Time Step

The "time step" in the construction line is the time step at which the CTFs are valid. Because
CTFs for certain constructions might not be stable at the user specified time step (might be
too "heavy" from a thermal mass standpoint), this may be different from the zone time step
(specified in “TimeStep in Hour”). In all cases though, this will be greater than or equal to the
zone time step. If the time step for the construction is greater than the zone time step, E+ will
use interpolated histories to solve for the surface heat balances for this surface (see
discussion on interpolated histories in the Engineering Referenca document).

Field: Thermal Conductance

This is the nominal thermal conductance of the construction calculated without film
coefficients. Units are w/m?-K.

Field: Outer Thermal Absorptance

This will be the thermal absorptance of the outer material layer.
Field: Inner Thermal Absorptance

This will be the thermal absorptance of the inner material layer.
Field: Outer Solar Absorptance

This will be the solar absorptance of the outer material layer.
Field: Inner Solar Absorptance

This will be the solar absorptance of the inner material layer.
Field: Roughness

The construction takes on the roughness from the outer material layer. Roughness is used in
several parts of external environment calculations.

Fields in Part 2 — Opaque Construction Report

Line 2: ! <Material>,Material Name,Thickness {m},Conductivity {w/m-K},Density {kg/m3},Specific Heat {J/kg-

K}, ThermalResistance {m2-K/w}

In this version of part 2, the full material properties are entered by the user and displayed in
the report.

Field: <Material>

This will be filled with the constant “Material” for each material layer line.
Field: Material Name

This is the name of the material as entered in the IDF.

Field: Thickness

This is the entered thickness of the material. Units are m.

Field: Conductivity

For Material:Regular materials, this will be the entered conductivity in w/m-K. For
Material:Regular-R materials, this will be shown as 0.0.
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Field: Density

For Material:Regular materials, this will be the entered density in kg/m3. For
Material:Regular-R materials, this will be shown as 0.0.

Field: Specific Heat

For Material:Regular materials, this will be the entered specific heat in J/kg-K. For
Material:Regular-R materials, this will be shown as 0.0.

Field: Thermal Resistance

For Material:Regular-R materials, this is the entered thermal resistance in m*K/w. For
Material:Regular materials, this is the calculated thermal resistance based on the other
properties.

Line 3: ! <Material:Air>,Material Name, ThermalResistance {m2-K/w}

In this version of part 2, only the thermal resistance of the air layer is entered by the user and
displayed in the report.

Field: <Material:Air>

This will be filled with the constant “Material:Air” for each material layer line.
Field: Material Name

This is the name of the material as entered in the IDF.

Field: Thermal Resistance

This is the entered thermal resistance in m*Ki/w.

Fields in Part 3 — Opaque Construction Report

Line 4: ! <CTF>,Time,Outside,Cross, Inside, Flux (except final one)

In part 3, the CTF calculations are shown. It is necessary to use the conduction transfer
functions labeled "Inside" and "Cross" to calculate the heat flux at the inside surface and the
conduction transfer functions labeled "Outside" and "Cross" to calculate the heat flux at the
outside surface. Inside and outside coefficients will be identical for symmetric walls.

Conduction through constructions such as walls, roofs, floors, etc. is generally characterized
as one-dimensional and transient within EnergyPlus. The solution to this partial differential
equation results in "conduction transfer functions" or CTFs. In a CTF equation, the current
heat transfer flux due to conduction through a construction is a function of the current
temperature at either face of the surface as well as the history of temperatures at either face
and the history of conductive fluxes at this face. CTFs are a simplification of response factors
which are based solely on temperature histories and require an "infinite" history. The
inclusion of heat flux history terms reduces the overall number of terms in the equation for
conductive flux significantly, resulting in a more efficient solution.

For each unique combination of materials, there are a unique set of CTFs. While there are
other procedures to determine the CTFs for a particular construction, EnergyPlus uses a
state-space method (see conduction transfer function documentation) to obtain the CTF
coefficients. These coefficients are calculated once at the beginning of the simulation and
are constant for a particular construction. The CTF equation itself is a linear equation with
these constant coefficients.

Conduction heat transfer flux at the outside face of a particular surface is a function of the
construction of the surface (which leads to the CTF coefficients), the current and previous
temperatures at both the inside and outside face of the surface, and the previous conduction
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heat transfer fluxes at the outside surface. The CTF coefficients that would be used in this
equation would be the "Outside" (multiplied by the temperature history at the outside face)
terms, the "Cross" (multiplied by the temperature history at the inside face) terms, and the
"Flux" (multiplied by the flux history at the outside face) terms. Solving for the conductive flux
at the inside surface would require the use of the "Inside" (multiplied by the temperature
history at the inside face) terms, the "Cross" (multiplied by the temperature history at the
outside face) terms, and the "Flux" (multiplied by the flux history at the inside face) terms. A
textual example is given below for illustration purposes:

Current Outside Conductive Flux = (Outside Term 0) * (Current Outside Face Temperature)

+(Outside Term 1) * (Previous Outside Face Temperature)
+(Outside Term 2) * (Outside Face Temperature 2 Time Steps Ago)
+(Outside Term 3) * (Outside Face Temperature 3 Time Steps Ago)
+

+(Cross Term 0) * (Current Inside Face Temperature)

+(Cross Term 1) * (Previous Inside Face Temperature)

+(Cross Term 2) * (Inside Face Temperature 2 Time Steps Ago)
+(Cross Term 3) * (Inside Face Temperature 3 Time Steps Ago)

+ ...

+(Flux Term 1) * (Previous Outside Face Flux)

+(Flux Term 2) * (Outside Face Flux 2 Time Steps Ago)

+(Flux Term 3) * (Outside Face Flux 3 Time Steps Ago)

+

The number of terms is based on the CTF coefficient calculation routine and is related to the
amount of thermal mass contained within a particular construction. Actual signs (positive or
negative) of various terms in the preceding equation will vary based on their definition and
use within the equation. Those interested in more details on the use and calculation of CTFs
are encouraged to use the following Ph.D. dissertation resources: Hittle (1981, UIUC), Seem
(1986, UW-Madison), Liesen (1995, UIUC), Strand (1995, UIUC).

Field: <CTF>
This will be filled with the constant “CTF” for each CTF coefficient line.
Field: Time

This field "time" refers to the history term to which the coefficients are applied. The last line is
the "zero" term that gets applied to the current values of temperatures. The line with a "1"
refers to the temperatures and fluxes from the previous time step--previous as in time minus
one time step. Time step, in this case, is defined by the construction time step (see
description on “Fields in Part 1 — Opaque Construction Report”) not the zone time step. Lines
with other values are for previous time steps at t-n(timestep). These are the terms that are
used to model conduction through a construction.
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Field: Outside

Field: Cross

Field: Inside

Field: Flux (except final one)

Description of the Windows Construction Report

A separate report is available for windows (note that both nominal conductance and Solar
Heat Gain Coefficient are calculated for windows). Like the opaque construction, the window
construction report has multiple parts — in this case, 2.

Line 1: ! <WindowConstruction>,Construction Name, #Layers, Roughness, Conductance {w/m2-

K}, SHGC, SolarTransmittanceNormalIncid,VisibleTransmittanceNormalIncid,DiffuseSolarTransmittance,DiffuseVis
ibleTransmittance,DiffuseFrontSolarReflectance,DiffuseBackSolarReflectance,DiffuseFrontVisibleReflectance,
DiffuseBackVisibleReflectance

Line 2: ! <Material:WindowGlass>,Material Name, Thickness {m},Conductivity {w/m-

K}, SolarTransmittance,VisibleTransmittance, ThermalFrontAbsorptance, ThermalBackAbsorptance, SolarFrontReflec
tance, SolarBackReflectance,VisibleFrontReflectance,VisibleBackReflectance

Line 3: ! <Material:WindowGas>,Material Name,GasType,Thickness {m},Conductivity {w/m-K},Density
{kg/m3},Viscosity {kg/ms},Prandtl

Line 4: ! <Material:WindowShade>,Material Name, Thickness {m},Conductivity {w/m-

K}, ThermalAbsorptance, Transmittance,VisibleTransmittance, ShadeReflectance

Construction, ELECTRO-CON-LIGHT, 3,VerySmooth, 2.657, 0.704, 0.576, 0.746, 0.479, 0.640,

0.208, 0.178, 0.241, 0.238

Material:WindowGlass,ELECTRO GLASS LIGHT STATE, 0.006, 0.900, 0.814, 0.847, 0.840, 0.840, 0.086,
0.086, 0.099, 0.099

Material:WindowGas, WINAIRGAP,Air, 1.300E-02, 2.410E-02, 1.290E+00, 1.730E-05, 7.200E-01
Material:WindowGlass, SPECTRAL GLASS INNER PANE, 0.010, 0.798, 0.000, 0.000, 0.840, 0.840, 0.000,
0.000, 0.000, 0.000

Construction, ELECTRO-CON-DARK, 3,VerySmooth, 2.657, 0.187, 0.079, 0.113, 0.062, 0.083,
0.214, 0.210, 0.129, 0.214

Material:WindowGlass, ELECTRO GLASS DARK STATE, 0.006, 0.900, 0.111, 0.128, 0.840, 0.840, 0.179,
0.179, 0.081, 0.081

Material:WindowGas, WINAIRGAP,Air, 1.300E-02, 2.410E-02, 1.290E+00, 1.730E-05, 7.200E-01
Material:WindowGlass, SPECTRAL GLASS INNER PANE, 0.010, 0.798, 0.000, 0.000, 0.840, 0.840, 0.000,
0.000, 0.000, 0.000

Fields in Part 1 — Window Construction Report

Line 1: ! <WindowConstruction>,Construction Name, #Layers,Roughness,Conductance {w/m2-

K}, SHGC, SolarTransmittanceNormalIncid,VisibleTransmittanceNormalIncid,DiffuseSolarTransmittance,DiffuseVis
ibleTransmittance, DiffuseFrontSolarReflectance,DiffuseBackSolarReflectance,DiffuseFrontVisibleReflectance,
DiffuseBackVisibleReflectance

Field: <WindowConstruction>

This will be filled with the constant “Construction” for each Window Construction line.
Field: Construction Name

This is the name of the window as entered in the IDF.

Field: #Layers

This is the number of material layers inferred from the windows construction entry in the IDF.
Material layers are listed “outside” to “inside” of the construction. This, of course, depends on
the placement of the surface in the building — the “outside” of an internal surface is the layer
that is closest to whatever the surface touches whereas the “inside” of an internal surface is
the layer that shows in the surface’s “zone”. The outside of an external surface is the layer
that faces the outside environment and, again, the inside is the layer that shows in the zone.
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Field: Roughness

The window construction takes on the roughness from the outer material layer. Roughness is
used in several parts of external environment calculations.

Field: Conductance

This is the center-of-glass conductance of the construction calculated without film
coefficients, for ASHRAE winter conditions (inside air temperature = 21.1C (70F), outside air
temp2erature = -17.8C (OF), windspeed = 6.71 m/s (15 mph), no solar radiation). Units are
Wim*-K.

Field: SHGC

This is the center-of-glass Solar Heat Gain Coefficient for ASHRAE summer conditions
(inside air temperature = 23.9C (75F), outside air temperature = 31.7C (89F), windspeed =
3.35 m/s (7.5 mph), 783 W/m2 (248 Btu/h-ft2) incident beam solar radiation normal to
glazing.

The following transmittance and reflectance values are for the window glazing (plus shade or
blind, if present in the construction). For exterior windows, “front” means the side of the
window facing the exterior environment and “back” means the side facing the zone. For
interior windows, “front” means the side to window facing the zone and “back” means the side
facing the adjacent zone.

Field: Solar Transmittance at Normal Incidence
Transmittance at normal incidence averaged over the solar spectrum.
Field: Visible Transmittance at Normal Incidence

Transmittance normal incidence averaged over the solar spectrum and weighted by the
response of the human eye.

Field: Diffuse Solar Transmittance
Hemispherical diffuse transmittance averaged over the solar spectrum.
Field: Diffuse Visible Transmittance

Hemispherical diffuse transmittance averaged over the solar spectrum and weighted by the
response of the human eye.

Field: Diffuse Front Solar Reflectance

Hemispherical diffuse reflectance--averaged over the solar spectrum—for radiation incident
on the front of the window.

Field: Diffuse Back Solar Reflectance

Hemispherical diffuse reflectance--averaged over the solar spectrum—for radiation incident
on the back of the window.

Field: Diffuse Front Visible Reflectance

Hemispherical diffuse reflectance--averaged over the solar spectrum and weighted by the
response of the human eye —for radiation incident on the front of the window.
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Field: Diffuse Back Visible Reflectance

Hemispherical diffuse reflectance--averaged over the solar spectrum and weighted by the
response of the human eye —for radiation incident on the back of the window.

Fields in Part 2 — Window Construction Report

Part 2 of the Window Construction Report encompasses several “lines”.

Line 2: ! <Material:WindowGlass>,Material Name, Thickness {m},Conductivity {w/m-
K}, SolarTransmittance,VisibleTransmittance, ThermalFrontAbsorptance, ThermalBackAbsorptance, SolarFrontReflec
tance, SolarBackReflectance,VisibleFrontReflectance,VisibleBackReflectance

Line 3: ! <Material:WindowGas>,Material Name, GasType,Thickness {m},Conductivity {w/m-K},Density
{kg/m3},Viscosity {kg/ms},Prandtl

Line 4: ! <Material:WindowShade>,Material Name, Thickness {m},Conductivity {w/m-

K}, ThermalAbsorptance, Transmittance,VisibleTransmittance, ShadeReflectance

Line 5: ! <Material:WindowBlind>,Material Name,SlatWidth {m},SlatSeparation {m},SlatThickness

{m},SlatAngle {deg},SlatBeamSolarTransmittance,SlatBeamSolarFrontReflectance,BlindToGlassDistance {m}

Material : WindowGlass

Field: <Material:WindowGlass>

This will be filled with the constant “Material:WindowGlass” for each material of this type in
the construction.

Field: Material Name

Name of the glass layer.

Field: Thickness {m}

Thickness of the glass layer.

Field: Conductivity {w/m-K}

Conductivity of the glass layer.

Field: SolarTransmittance

Transmittance of the glass layer at normal incidence averaged over the solar spectrum.
Field: VisibleTransmittance

Transmittance normal incidence of the glass layer averaged over the solar spectrum and
weighted by the response of the human eye.

Field: ThermalFrontAbsorptance

Thermal emissivity of the front face of the glass layer.
Field: ThermalBackAbsorptance

Thermal emissivity of the back face of the glass layer.
Field: SolarFrontReflectance

Reflectance of the front face of the glass layer at normal incidence averaged over the solar
spectrum.
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Field: SolarBackReflectance

Reflectance of the back face of the glass layer at normal incidence averaged over the solar
spectrum.

Field: VisibleFrontReflectance

Reflectance of the front face of the glass layer at normal incidence averaged over the solar
spectrum.

Field: VisibleBackReflectance

Reflectance of the back face of the glass layer at normal incidence averaged over the solar
spectrum.

Material:WindowGas

Field: <Material:WindowGas>

This will be filled with the constant “Material:WindowGas” for each material of this type in the
construction.

Field: Material Name

Name of the gas layer.

Field: GasType

Type of the gas layer. Possibilities are Air, Argon, Krypton, Xenon, and Custom.
Field: Thickness {m}

Thickness of the gas layer.

Material:WindowShade

Field: <Material:WindowShade>

This will be filled with the constant “Material:WindowShade” for each material of this type in
the construction.

Field: Material Name

Name of the window shade layer.

Field: Thickness {m}

Thickness of the window shade layer.

Field: Conductivity {w/m-K}

Thermal conductivity of the window shade layer.
Field: ThermalAbsorptance

Emissivity of the window shade layer (assumed same for front and back faces).
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Field: SolarTransmittance

Transmittance of the window shade layer averaged over the solar spectrum. Assumed same
for beam solar radiation and diffuse solar radiation. Transmittance of beam solar radiation is
assumed to be independent of angle of incidence.

Field: VisibleTransmittance

Transmittance of the window shade layer averaged over the solar spectrum and weighted by
the response of the human eye. Assumed same for beam visible radiation and diffuse visible
radiation. Transmittance of beam visible radiation is assumed to be independent of angle of
incidence.

Field: ShadeReflectance

Reflectance of the window shade layer averaged over the solar spectrum. Assumed same for
beam solar radiation and diffuse solar radiation. Reflectance of beam solar radiation is
assumed to be independent of angle of incidence. Reflectance is assumed to be the same for
the front and back faces of the shade layer.

Material:WindowBlind

This will be filled with the constant “Material:WindowBIlind” for each material of this type in the
construction.

Field: <Material:WindowBlind>

Field: Material Name

Name of the blind layer.

Field: SlatWidth {m}

Width of the slats in the blind.

Field: SlatSeparation {m}

Distance between the centerline of adjacent slats.
Field: SlatThickness {m}

Distance between front and back faces of a slat.
Field: SlatAngle {deg}

This is the angle between the glazing outward normal and the slat outward normal, where the
outward normal points away from the front face of the slat.

Field: SlatBeamSolarTransmittance

The beam solar transmittance of the slat at normal incidence. Any transmitted beam radiation
is assumed to be 100% diffuse (i.e., slats are translucent). Transmittance is assumed to have
the same value at other angles of incidence.

Field: SlatBeamSolarFrontReflectance

The beam solar reflectance at normal incidence on the front side of the slat. Assumed to
have the same value at other angles of incidence (matte finish).
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Field: BlindToGlassDistance {m}

Distance from the mid-plane of the blind to the adjacent glass (m).
Sizing Information

Details about sizing information and fields will be included at a later date.

<Sizing Factor Information>, Sizing Factor ID, Value
Sizing Factor,
Sizing Factor,
Sizing Factor,
Sizing Factor,
Sizing Factor,
Sizing Factor,

Global, 1.3000

Zone SPACEl-1, 1.3000
Zone SPACE2-1, 1.3000
Zone SPACE3-1, 1.3000
Zone SPACE4-1, 1.3000
Zone SPACE5-1, 1.3000

! <Zone Sizing Information>, Zone Name, Field Description, Value
Zone Sizing, SPACEl-1, Calculated cooling design air flow rate [m3/s], 0.20776
Zone Sizing, SPACEl-1, User cooling design air flow rate [m3/s], 0.27008
Zone Sizing, SPACEl-1, Calculated heating design air flow rate [m3/s], 0.17906
Zone Sizing, SPACEl-1, User heating design air flow rate [m3/s], 0.23278
Zone Sizing, SPACE2-1, Calculated cooling design air flow rate [m3/s], 0.15774
Zone Sizing, SPACE2-1, User cooling design air flow rate [m3/s], 0.20506
Zone Sizing, SPACE2-1, Calculated heating design air flow rate [m3/s], 0.74198E-01
Zone Sizing, SPACE2-1, User heating design air flow rate [m3/s], 0.96458E-01
Zone Sizing, SPACE3-1, Calculated cooling design air flow rate [m3/s], 0.20854
Zone Sizing, SPACE3-1, User cooling design air flow rate [m3/s], 0.27110
Zone Sizing, SPACE3-1, Calculated heating design air flow rate [m3/s], 0.17520
Zone Sizing, SPACE3-1, User heating design air flow rate [m3/s], 0.22776
Zone Sizing, SPACE4-1, Calculated cooling design air flow rate [m3/s], 0.21960
Zone Sizing, SPACE4-1, User cooling design air flow rate [m3/s], 0.28549
Zone Sizing, SPACE4-1, Calculated heating design air flow rate [m3/s], 0.74185E-01
Zone Sizing, SPACE4-1, User heating design air flow rate [m3/s], 0.96441E-01
Zone Sizing, SPACE5-1, Calculated cooling design air flow rate [m3/s], 0.21189
Zone Sizing, SPACE5-1, User cooling design air flow rate [m3/s], 0.27546
Zone Sizing, SPACE5-1, Calculated heating design air flow rate [m3/s], 0.18939
Zone Sizing, SPACE5-1, User heating design air flow rate [m3/s], 0.24621
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! <Component Sizing Information>, Component Type, Component Name, Input Field Description, Value
Component Sizing, SINGLE DUCT:VAV:REHEAT, SPACEl-1 VAV REHEAT, Maximum air flow rate [m3/s], 0.27008
Component Sizing, SINGLE DUCT:VAV:REHEAT, SPACEl-1 VAV REHEAT, Max Reheat Water Flow [m3/s], 0.20094E-03
Component Sizing, COIL:Water:SimpleHeating, SPACEl-1 ZONE COIL, Max Water Flow Rate of Coil [m3/s],
0.20094E-03
Component Sizing, COIL:Water:SimpleHeating, SPACEl-1 ZONE COIL, UA of the Coil [W/delK], 212.96
Component Sizing, SINGLE DUCT:VAV:REHEAT, SPACE2-1 VAV REHEAT, Maximum air flow rate [m3/s], 0.20506
Component Sizing, SINGLE DUCT:VAV:REHEAT, SPACE2-1 VAV REHEAT, Max Reheat Water Flow [m3/s], 0.83263E-04
Component Sizing, COIL:Water:SimpleHeating, SPACE2-1 ZONE COIL, Max Water Flow Rate of Coil [m3/s],
0.83263E-04
Component Sizing, COIL:Water:SimpleHeating, SPACE2-1 ZONE COIL, UA of the Coil [W/delK], 76.984
Component Sizing, SINGLE DUCT:VAV:REHEAT, SPACE3-1 VAV REHEAT, Maximum air flow rate [m3/s], 0.27110
Component Sizing, SINGLE DUCT:VAV:REHEAT, SPACE3-1 VAV REHEAT, Max Reheat Water Flow [m3/s], 0.19660E-03
Component Sizing, COIL:Water:SimpleHeating, SPACE3-1 ZONE COIL, Max Water Flow Rate of Coil [m3/s],
0.19660E-03
Component Sizing, COIL:Water:SimpleHeating, SPACE3-1 ZONE COIL, UA of the Coil [W/delK], 206.51
Component Sizing, SINGLE DUCT:VAV:REHEAT, SPACE4-1 VAV REHEAT, Maximum air flow rate [m3/s], 0.28549
Component Sizing, SINGLE DUCT:VAV:REHEAT, SPACE4-1 VAV REHEAT, Max Reheat Water Flow [m3/s], 0.83248E-04
Component Sizing, COIL:Water:SimpleHeating, SPACE4-1 ZONE COIL, Max Water Flow Rate of Coil [m3/s],
0.83248E-04
Component Sizing, COIL:Water:SimpleHeating, SPACE4-1 ZONE COIL, UA of the Coil [W/delK], 74.385
Component Sizing, SINGLE DUCT:VAV:REHEAT, SPACE5-1 VAV REHEAT, Maximum air flow rate [m3/s], 0.27546
Component Sizing, SINGLE DUCT:VAV:REHEAT, SPACES5-1 VAV REHEAT, Max Reheat Water Flow [m3/s], 0.21253E-03
Component Sizing, COIL:Water:SimpleHeating, SPACES5-1 ZONE COIL, Max Water Flow Rate of Coil [m3/s],
0.21253E-03
Component Sizing, COIL:Water:SimpleHeating, SPACE5-1 ZONE COIL, UA of the Coil [W/delK], 228.29
Component Sizing, BRANCH, VAV SYS 1 MAIN BRANCH, Maximum Branch Flow Rate [m3/s], 1.3072
Component Sizing, AIR PRIMARY LOOP, VAV SYS 1, Primary air design volumetric flow rate [m3/s], 1.3072
Component Sizing, CONTROLLER:OUTSIDE AIR, OA CONTROLLER 1, maximum outside air flow rate [m3/s], 1.3072
Component Sizing, CONTROLLER:OUTSIDE AIR, OA CONTROLLER 1, minimum outside air flow rate [m3/s], 0.49088
Component Sizing, COIL:Water:SimpleCooling, MAIN COOLING COIL 1, Max Water Flow Rate of Coil [m3/s],
0.77160E-03
Component Sizing, COIL:Water:SimpleCooling, MAIN COOLING COIL 1, UA of the Coil [W/delK], 3485.3
Component Sizing, COIL:Water:SimpleHeating, MAIN HEATING COIL 1, Max Water Flow Rate of Coil [m3/s],
0.43138E-03
Component Sizing, COIL:Water:SimpleHeating, MAIN HEATING COIL 1, UA of the Coil [W/delK], 290.82
Component Sizing, FAN:SIMPLE:VARIABLEVOLUME, SUPPLY FAN 1, Max Flow Rate [m3/s], 1.3072
Component Sizing, FAN:SIMPLE:VARIABLEVOLUME, SUPPLY FAN 1, Min Flow Rate [m3/s], 0.39215
Component Sizing, CONTROLLER:SIMPLE, CENTRAL COOLING COIL CONTOLLER 1, Max Actuated Flow [m3/s],
0.77160E-03
Component Sizing, CONTROLLER:SIMPLE, CENTRAL HEATING COIL CONTOLLER 1, Max Actuated Flow [m3/s],
0.43138E-03
Component Sizing, PLANT LOOP, HOT WATER LOOP, Volume of the plant loop [m3], 1.3589
Component Sizing, PLANT LOOP, CHILLED WATER LOOP, Volume of the plant loop [m3], 0.86806
Component Sizing, PLANT LOOP, HOT WATER LOOP, Maximum Loop Volumetric Flow Rate [m3/s], 0.12080E-02
Component Sizing, PLANT LOOP, CHILLED WATER LOOP, Maximum Loop Volumetric Flow Rate [m3/s], 0.77160E-03
Component Sizing, BOILER:SIMPLE, CENTRAL BOILER, Nominal Capacity [W], 55542.
Component Sizing, BOILER:SIMPLE, CENTRAL BOILER, Design Boiler Water Flow Rate [m3/s], 0.12080E-02
Component Sizing, CHILLER:ELECTRIC, CENTRAL CHILLER, Nominal Capacity [W], 21513.
Component Sizing, CHILLER:ELECTRIC, CENTRAL CHILLER, Design Evaporator Volumetric Water Flow Rate [m3/s],
0.77160E-03
Component Sizing, PUMP:VARIABLE SPEED, HW CIRC PUMP, Rated Volumetric Flow Rate [m3/s], 0.12080E-02
Component Sizing, PUMP:VARIABLE SPEED, HW CIRC PUMP, Rated Power Consumption [W], 309.50
Component Sizing, PUMP:VARIABLE SPEED, CW CIRC PUMP, Rated Volumetric Flow Rate [m3/s], 0.77160E-03
Component Sizing, PUMP:VARIABLE SPEED, CW CIRC PUMP, Rated Power Consumption [W], 197.70

eplusout.end

This is a simple one line synopsis of the simulation. Successful or Not Successful, including
number of errors/warnings:

| EnergyPlus Completed Successfully-- 8 Warning; 0 Severe Errors |

If no file is produced, it is really not successful and EnergyPlus has probably crashed during
the run. This file and its contents are intended for interfaces that will put friendly front-ends
onto EnergyPlus. This file is also used by the EP-Launch program so that it can determine if
the run was successful or not — if not, the user should review the eplusout.err file. (Actually,
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the eplusout.err file should always be reviewed but often is ignored in haste to view the
results.)

eplusout.err

This file is very important to every simulation run. All of the warnings, errors, etc that occur
during the run will show up in this file. They may show up in other files as well.

Table 3. EnergyPlus Errors

Error Level Action

Warning Take note
Severe Should Fix
Fatal Program will abort

The previous table illustrates the three levels of errors that occur in the eplusout.err file.
Several other message lines may be shown as well. For example:

** Warning

* *

inputs.

** World Coordinate System selected. Some Zone Origins are non-zero.
** These will be used in Daylighting:Detailed calculations but not in normal geometry

The line that includes the “~~~" is a “continue” error line. It continues from the previous line
to help describe the context of the error.

Some common errors, their consequences, and what to do about them follows:

** Severe
** Severe

* %

Fatal

** Possible incorrect IDD File
** Possible Invalid Numerics
** Errors occurred on processing IDF file. Preceding condition(s) cause termination.

The previous errors cause program termination. The most likely cause is that you have an
“old” IDF and have not converted it to work with the current version of the program. In this
case, you will likely has some other hints such as alphas in numeric fields or too many fields
in an object. Energyplus also has built in range checking:

** Severe ** Out of range value numeric Field#7 (Sky Clearness),
value=100.00000, range=>=0.0 and <=1.2, in DESIGNDAY=FALL

The error message should supply you with enough information to find the line with the error.
Error — <schedule not found>

All, or virtually all, objects that have schedules in their fields must have a schedule actually
input into this field. To leave it blank will result in a severe error that will later terminate the
run.

Schedule <schedule name> has missing days

Schedule periods in EnergyPlus must fill a full year.

Zone Name in <intermal gain> statement not found

If a statement specifies a zone name as part of its fields, it cannot be left blank.
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eplusout.eso

The standard output file from EnergyPlus. It includes all the applicable variables selected
with the “Report Variable” commands as well as those with the “Report Meter” commands.
All levels of frequency of reporting are included intermingled as occurs in the running of the
program. The form of the file is a data dictionary, followed by the data.

In this case, the dictionary portion of the file comes first followed by an “end of data dictionary
line” and then the data makes up the rest of the file.

Program Version,EnergyPlus, Version 1.0.1
1,5,Environment Title[],Latitude[degrees],Longitude[degrees],Time Zone[],Elevation[m]
2,6,Day of Simulation[],Month[],Day of Month[],DST Indicator[l=yes
0=no],Hour[],StartMinute[],EndMinute[],DayType

3,3,Cunulative Day of Simulation[],Month[],Day of Month[],DST Indicator[l=yes 0O=no],DayType ! When
Daily Report Variables Requested

4,2,Cumulative Days of Simulation[],Month[] ! When Monthly Report Variables Requested

5,1,Cumulative Days of Simulation[] ! When Run Period Report Variables Requested

6,2,Environment, Outdoor Dry Bulb [C] !Hourly
429,2,RESISTIVE ZONE, Zone/Sys Sensible Heating Energy[J] !Hourly
450,2,RESISTIVE ZONE, Zone/Sys Sensible Cooling Energy[J] !Hourly
458,2,RESISTIVE ZONE, Zone/Sys Air Temp[C] !Hourly
463,2,EAST ZONE, Zone/Sys Sensible Heating Energy[J] !Hourly
469,2,EAST ZONE, Zone/Sys Sensible Cooling Energy[J] !Hourly
472,2,EAST ZONE, Zone/Sys Air Temp[C] !Hourly
477,2,NORTH ZONE, Zone/Sys Sensible Heating Energy[J] !Hourly
483,2,NORTH ZONE, Zone/Sys Sensible Cooling Energy[J] !Hourly
486,2,NORTH ZONE, Zone/Sys Air Temp[C] !Hourly
491, 2,SimHVAC, HVACManage Iterations !Hourly
521,2,SimAir,Max SimAir Iterations !Hourly
<reduced for brevity>
End of Data Dictionary
1,CHANUTE AFB ILLINOIS SUMMER, 40.30, -88.13, =-6.00, 229.51
2, i, 7,21, 0, 1, 0.00,60.00,Monday
6,21.2884261500000
429,0.000000000000000E+000
450,0.000000000000000E+000
458,31.1054947436037
463,0.000000000000000E+000
469,0.000000000000000E+000
472,31.2222148107451
477,0.000000000000000E+000
483,0.000000000000000E+000
486,31.5855358697037

Each report variable (ref: eplusout.rdd) is assigned an identification number, as in the line:
|486,2,NORTH ZONE, Zone/Sys Air Temp[C] !Hourly

#486 is the id number of the Zone/Sys Air Temp value for the North Zone.

2 —is the number of parameters on the line

North Zone — the identifying “key name” for the line

Zone/Sys Air Temp [C] — the actual report variable name along with units [C]

I Hourly — the ! is the standard comment character, information following this character
reminds the user how frequently this data will appear in the following.

More details on this file format can be found in the |nterface Developer’s Guidd.

eplusout.mtd

This file contains the “meter details” for the run. This shows what report variables are on
which meters and vice versa — which meters contain what report variables.

An abbreviated example shows:
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Meters for 356,EAST ZONE:Lights-Electric Consumption[J]
OnMeter=Electricity:Facility [J]
OnMeter=Electricity:Building [J]
OnMeter=Electricity:Zone:EAST ZONE [J]
OnMeter=GenerallLights:Electricity [J]
OnMeter=GenerallLights:Electricity:Zone:EAST ZONE [J]

For Meter=Electricity:Facility [J], contents are:
EAST ZONE:Lights-Electric Consumption[J]

NORTH ZONE:Lights-Electric Consumption[J]
RESISTIVE ZONE:Electric Eg-Consumption[J]

EAST ZONE:Electric Eg-Consumption[J]

NORTH ZONE:Electric Eg-Consumption[J]

SUPPLY FAN 1l:Fan Electric Consumption[J]

LITTLE CHILLER:Chiller Electric Consumption [J]
BIG CHILLER:Chiller Electric Consumption [J]
CIRC PUMP:Pump Electric Consumption [J]

COND CIRC PUMP:Pump Electric Consumption [J]

HW CIRC PUMP:Pump Electric Consumption [J]

BIG TOWER:Tower Fan Electric Consumption [J]

This shows the meters on which the Zone:Lights — Electric Consumption appear as well as
the contents of the Electricity:Facility meter.

eplusout.mtr

This is the equivalent file to the eplusout.eso file but contains only the Report Meter requests.
The format and style of the file is identical to the eplusout.eso file.

eplusout.rdd

This file (invoked by the Report,Variable Dictionary; command) shows all the report variables
along with their “availability” for the current input file.

“Zone” variables are calculated and can be reported after each Zone/Heat Balance timestep
(ref: TimeSteps in Hour command). “HVAC” variables are calculated and can be reported
with each variable HVAC timestep. “Average” variables will be averaged over the time
interval being reported whereas “sum” variables are summed over that time interval.

A typical rdd file might be:
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Program Version,EnergyPlus, Version 1.0.1

Var Type,Var Report Type,Variable Name [Units]
Zone,Average,Outdoor Dry Bulb [C]

Zone,Average,Outdoor Barometric Pressure [Pal]
Zone,Average,Outdoor Wet Bulb [C]

Zone,Average,Outdoor Humidity Ratio [kgWater/kgAir]
Zone,Average,Wind Speed [m/s]

Zone,Average,Wind Direction [degree]

Zone,Average, Sky Temperature [C]

Zone,Average,Diffuse Solar [W/m2]

Zone,Average,Direct Solar [W/m2]

Zone,Average, Ground Reflected Solar [W/m2]

Zone,Average, Ground Temperature [C]

Zone,Average,Outdoor Dew Point [C]

Zone, Average, Outdoor Enthalpy [J/kg]

Zone, Average,Outdoor Relative Humidity [%]
Zone,Average,Outdoor Air Density [kg/m3]
Zone,Average, Zone Transmitted Solar[W]

Zone,Average, Zzone Window Heat Gain[W]

Zone,Average, Surface Ext Sunlit Area [m2]

Zone,Average, Surface Ext Sunlit Fraction []

Zone,Average, Surface Ext Solar Incident[W/m2]
Zone,Average, Surface Ext Solar Beam Incident[W/m2]
Zone,Average, Surface Ext Solar Sky Diffuse Incident[W/m2]
Zone,Average, Surface Ext Solar Ground Diffuse Incident[W/m2]
Zone,Average, Surface Ext Solar Beam Cosine Of Incidence Angle[]
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Zone, Average, Window
Zone, Average, Window
Zone, Average, Window
Zone, Average, Window
Zone, Average, Window
Zone, Average, Window
Zone, Average, Window
Zone,Average, Inside
Zone,Average, Inside
Zone,Average, Inside

Solar Absorbed:All Glass Layers[W]
Transmitted Solar[W]

Heat Gain[W]

Solar Absorbed:Shading Device[W]
System Solar Transmittancel[]
System Solar Reflectance[]

System Solar Absorptancel]

Glass Condensation Flagl[]

Frame Condensation Flagl[]

Divider Condensation Flagl[]

Zone,Average,Daylight Illum at Ref Point 1 [lux]
Zone,Average,Glare Index at Ref Point 1 []
Zone,Average,Ltg Power Multiplier from Daylighting []

Zone,Average, Surface Inside Temperature[C]

Zone,Average, Surface Outside Temperature[C]

Zone,Average, Surface Int Convection Coeff [W/m2-K]
Zone,Average, Surface Ext Convection Coeff [W/m2-K]

Zone, Average,Opaque Surface Inside Face Conduction[W]
Zone,Average,Opaque Surface Inside Face Beam Solar Absorbed[W]
Zone,Average, Fraction of Time Shading Device Is On []
Zone,Average,Window Blind Slat Angle [deg]
Zone,Average, SUMHAT [J]

Zone, Average,Mean Radiant Temperature[C]

Zone, Sum, Zone-Total
Zone, Sum, Zone-Total
Zone, Sum, Zone-Total
Zone, Sum, Zone-Total
Zone, Sum, Zone-Total
Zone, Sum, Zone-Total

Latent Gain[J]

Radiant Heat Gain[J]
Convective Heat Gain[J]
Lost Heat Gain|[J]
Electric Consumption[J]
Visible Heat Gain[J]

Zone,Average, People-Number of Occupants|[]

Zone, Sum, People-Radiant Heat Gain[J]

Zone, Sum, People-Convective Heat Gain[J]

Zone, Sum, People-Sensible Heat Gain[J]

Zone, Sum, People-Latent Heat Gain[J]

Zone, Sum, Lights-Return Air Heat Gain[J]

Zone, Sum, Lights-Radiant Heat Gain[J]

Zone, Sum, Lights-Convective Heat Gain[J]

Zone, Sum, Lights-Visible Heat Gain[J]

Zone, Sum, Lights-Total Heat Gain|[J]
Zone,Meter,Electricity:Facility [J]
Zone,Meter,Electricity:Building [J]
Zone,Meter,Electricity:Zone:RESISTIVE ZONE [J]
Zone,Meter, GenerallLights:Electricity [J]
Zone,Meter,Generallights:Electricity:Zone:RESISTIVE ZONE [J]
Zone, Sum, Lights-Electric Consumption[J]
Zone,Meter,Electricity:Zone:EAST ZONE [J]
Zone,Meter,Generallights:Electricity:Zone:EAST ZONE [J]
Zone,Meter,Electricity:Zone:NORTH ZONE [J]
Zone,Meter, Generallights:Electricity:Zone:NORTH ZONE [J]
Zone, Sum,Electric Eg-Total Heat Gain[J]

Zone, Sum,Electric Eg-Radiant Heat Gain|[J]

Zone, Sum,Electric Eg-Convective Heat Gain[J]
Zone, Sum,Electric Eg-Latent Heat Gain[J]

Zone, Sum,Electric Eg-Lost Heat Gain[J]
Zone,Meter, ZoneSource:Electricity [J]

Zone, Sum,Electric Eg-Consumption[J]
Zone,Average,Mean Air Temperature[C]

Zone,Meter, EnergyTransfer:Facility [J]
Zone,Meter, EnergyTransfer:Building [J]
Zone,Meter,EnergyTransfer:Zone:RESISTIVE ZONE [J]
Zone,Meter,Heating:EnergyTransfer [J]
HVAC, Sum, Zone/Sys Sensible Heating Energy[J]
Zone,Meter,Cooling:EnergyTransfer [J]
HVAC, Sum, Zone/Sys Sensible Cooling Energy[J]

HVAC, Average, Zone/Sys
HVAC, Average, Zone/Sys
HVAC, Average, Zone/Sys
HVAC, Average, Zone Air
HVAC, Average, Zone Air
HVAC, Average, Zone/Sys
HVAC, Average, zone/Sys

Sensible Heating Rate[W]

Sensible Cooling Rate[W]

Air Temp|[C]

Humidity Ratiol[]

Relative Humidity[%]

Sensible Load Predicted[W]

Moisture Load Rate Predicted[kgWater/sec]
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Zone,Meter,EnergyTransfer:Zone:EAST ZONE [J]
Zone,Meter,EnergyTransfer:Zone:NORTH ZONE [J]
HVAC, Sum, HVACManage Iterations

HVAC, Average, Damper Position[%]
Zone,Meter,EnergyTransfer:HVAC [J]
Zone,Meter,HeatingCoils:EnergyTransfer [J]
HVAC, Sum, Heating Coil Energyl[J]

HVAC, Average,Heating Coil Rate[W]
Zone,Meter,Gas:Facility [J]

Zone,Meter, Gas:HVAC [J]

Zone,Meter,Heating:Gas [J]

HVAC, Sum, Heating Coil Gas Consumption [J]
HVAC, Average,Heating Coil Gas Consumption Rate [W]
Zone,Meter,Electricity:HVAC [J]
Zone,Meter,Heating:Electricity [J]
HVAC, Sum, Heating Coil Electric Consumption [J]
HVAC,Average,Heating Coil Electric Power [W]
HVAC, Average,Heating Coil Runtime Fraction
HVAC, Average, Heating Coil Parasitic Gas Consumption Rate [W]
Zone,Meter,Miscellaneous:Gas [J]
HVAC, Sum, Heating Coil Parasitic Gas Consumption [J]
HVAC, Average, System Cycle On/Off Status

HVAC, Sum,Max SimAir Iterations
HVAC,Average,Fan Electric Power[W]

HVAC, Average, Fan Delta Temp[C]
Zone,Meter,Fans:Electricity [J]

HVAC, Sum, Fan Electric Consumption[J]

HVAC, Average, DXSystem Part-Load Ratio
HVAC,Average,DX Coil Total Cooling Rate[W]
Zone,Meter,CoolingCoils:EnergyTransfer [J]
HVAC, Sum, DX Coil Total Cooling Energy|[J]

HVAC, Average,DX Coil Sensible Cooling Rate[W]
HVAC, Sum, DX Coil Sensible Cooling Energyl[J]
HVAC, Average, DX Coil Latent Cooling Rate[W]
HVAC, Sum, DX Coil Latent Cooling Energy[J]
HVAC, Average, DX Cooling Coil Electric Power[W]
Zone,Meter,Cooling:Electricity [J]

HVAC, Sum, DX Cooling Coil Electric Consumption[J]
HVAC, Average, DX Cooling Coil Runtime Fraction
HVAC, Average, System Node Temp[C]

HVAC, Average, System Node MassFlowRate[kg/s]
HVAC,Average, System Node Humidity Ratio[]
Zone, Average, FangerPMV

Zone,Average, ThermalComfortMRT

eplusout.sin

The following shows an excerpt of “lines” report (eplusout.sin) for a single surface. It gives
the coordinates in the “standard” EnergyPlus fashion (that is, UpperLeftCorner first and
proceeding around, in this case, the four vertices in the surface.

0.00, 0.00, 4.57, 0.00, 0.00, 0.00

0.00, 0.00, 0.00, 15.24, 0.00, 0.00
15.24, 0.00, 0.00, 15.24, 0.00, 4.57
15.24, 0.00, 4.57, 0.00, 0.00, 4.57
eplusout.ssz

This file is the result of the System Sizing object and execution. As usual, the file can be
read into a spreadsheet for easy viewing. An excerpt:
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Time, TYPICAL TERMINAL REHEAT 1l:Des Heat Mass Flow [kg/s],TYPICAL TERMINAL REHEAT 1l:Des Cool Mass Flow
[kg/s],TYPICAL TERMINAL

00:
00:
00:
00:
00:
01:
01:
01l:
0l:
01:
01:
02:
02:
02:
02:
02:
02:
03:
03:
03:
03:
03:
22:
22:
22:
22:
22:
23:
23:
23:
23:
23:
23:
24:
Coinc

10:00,5.
20:00,5.
30:00,5.
40:00,5.
50:00,5.
00:00,5.
10:00,5.
20:00,5.
30:00,5.
40:00,5.
50:00,5.
00:00,5.
10:00,5.
20:00,5.
30:00,5.
40:00,5.
50:00,5.
00:00,5.
10:00,5.
20:00,5.
30:00,5.
40:00,5.
10:00,5.
20:00,5.
30:00,5.
40:00,5.
50:00,5.
00:00,5.
10:00,5.
20:00,5.
30:00,5.
40:00,5.
50:00,5.
00:00,5.
Peak

622351E-01,1.
623584E-01,1.
624812E-01,1.
626037E-01,1.
627252E-01,1.
628463E-01,1.
629670E-01,1.
630868E-01,1.
632061E-01,1.
633251E-01,1.
634433E-01,1.
635609E-01,1.
636782E-01,1.
637946E-01,1.
639106E-01,1.
640262E-01,1.
641410E-01,1.
642553E-01,1.
643693E-01,1.
644825E-01,1.
645952E-01,1.
647076E-01,1.
743650E-01,1.
744309E-01,1.
744965E-01,1.
745619E-01,1.
746269E-01,1.
746915E-01,1.
747561E-01,1.
748201E-01,1.
748839E-01,1.
749475E-01,1.
750106E-01,1.
750735E-01,1.

REHEAT 1:Des
201866E+00,0.
192474E+00,0.
183305E+00,0.
174368E+00,0.
165642E+00,0.
157063E+00,0.
148686E+00,0.
140482E+00,0.
132452E+00,0.
124599E+00,0.
116903E+00,0.
109369E+00,0.
102015E+00,0.
094815E+00,0.
087768E+00,0.
080873E+00,0.
074119E+00,0.
067508E+00,0.
061075E+00,0.
054787E+00,0.
048635E+00,0.
042621E+00,0.
380341E+00,0.
367765E+00,0.
355415E+00,0.
343317E+00,0.
331429E+00,0.
319781E+00,0.
308409E+00,0.
297259E+00,0.
286351E+00,0.
275692E+00,0.
265251E+00,0.
255044E+00,0.

Heat Cap [W],
000000E+00,1.
000000E+00,1.
000000E+00,1.
000000E+00, 1.
000000E+00,1.
000000E+00,1.
000000E+00,1.
000000E+00, 1.
000000E+00,1.
000000E+00,1.
000000E+00,1.
000000E+00,1.
000000E+00, 1.
000000E+00,1.
000000E+00,1.
000000E+00,1.
000000E+00, 1.
000000E+00,1.
000000E+00,1.
000000E+00,1.
000000E+00, 1.
000000E+00,1.
000000E+00,1.
000000E+00,1.
000000E+00, 1.
000000E+00,1.
000000E+00,1.
000000E+00,1.
000000E+00, 1.
000000E+00,1.
000000E+00,1.
000000E+00,1.
000000E+00, 1.
000000E+00,1.

TYPICAL TERMINAL REHEAT 1l:Des Sens Cool Cap
328236E+04,
317857E+04,
307723E+04,
297846E+04,
288202E+04,
278721E+04,
269463E+04,
260395E+04,
251521E+04,
242841E+04,
234336E+04,
226010E+04,
217883E+04,
209925E+04,
202136E+04,
194517E+04,
187052E+04,
179745E+04,
172636E+04,
165686E+04,
158887E+04,
152240E+04,
525486E+04,
511586E+04,
497938E+04,
484568E+04,
471428E+04,
458556E+04,
445987E+04,
433665E+04,
421609E+04,
409829E+04,
398290E+04,
387009E+04,

(wl,

,5.750735E-01,1.625326E+00,0.000000E+00,1.808685E+04,

NonCoinc Peak,5.750735E-01,1.636592E+00,0.000000E+00,1.808685E+04,

Or as depicted graphically:
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System Size
2.00E+04
1.80E+04
1.60E+04
1.40E+04
—— TYPICAL TERMINAL REHEAT 1:Des
1.20E+04 Heat M ass Flow [kg/s]
—&— TYPICAL TERMINAL REHEAT 1:Des
M Fl k
1.00E+04 Cool Mass Flow [kg/s]
TYPICAL TERM INAL REHEAT 1:Des
Heat Cap [W]
8.00E+03
TYPICAL TERMINAL REHEAT 1:Des
Sens Cool Cap [W]
6.00E+03
4.00E+03
2.00E+03
0.00E+00

Time
Figure 5. System Size depiction from eplusout.ssz
eplusout.tm

This is the standard TRNSYS output file. In EnergyPlus, it is a result of a simulation with
Photovoltaics. An excerpt:
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1 TRNSYS - A TRANSIENT SIMULATION PROGRAM
FROM THE SOLAR ENERGY LAB AT THE UNIVERSITY OF WISCONSIN
VERSION 15 Feb. 2000

ASSIGN EPLUS.LST

ASSIGN IN.EPW

ASSIGN EPLUS.OUT

CONSTANTS 41

START= 4344.1666667

STOP= 4392.0000000

STEP= 0.1666667

SHFT= 2.2500000

JANGREF= 0.6000000

FEBGREF= 0.6000000
<snipped>

* Kk kK Kk NOTE * Kk kK Kk

UNIT 10 TYPE 89 DATA READER (EnergyPlus WEATHER FILE)

LOCATION: CHICAGO IL
TIME ZONE: 6 HOURS W
LATITUDE: 41.78 DEG LONGITUDE: 87.75 DEG W

ELEVATION: 190 M

HOURS OF E+ DATA ARE IN LOCAL STANDARD TIME, NOT SOLAR TIME.

BE SURE TO PERFORM RADIATION PROCESSING APPROPRIATELY.

SHIFT IN SOLAR TIME HOUR ANGLE (L STANDARD - L LOCAL) : 2.25 DEG

20 STORAGE VARIABLES ALLOCATED FOR UNIT 15, TYPE 16 ENDING AT
12 STORAGE VARIABLES ALLOCATED FOR UNIT 50, TYPE 94 ENDING AT

**xk k% WARNING *****

21
33

15

17

THE FILE UNITS.LAB COULD NOT BE FOUND OR IS EMPTY. OUTPUT UNITS WILL NOT

BE PRINTED UNLESS THIS FILE IS MADE AVAILABLE TO TRNSYS.

HR : MIN : SEC
Start-Time: 16 : 9 : 57.78
End-Time: 16 : 9 : 57.95
Total Execution Time: 0 : 0 : 0.17
UNIT 6 WAS CALLED 433 TIMES
10 433
15 433
50 216
90 432
95 434
e *
* UNIT # ITERATIVE CALLS *
* 6 @ mmmmmm——— - 433 *
* 10 ————m—mmmmmm 433 *
* 15  —emmmmmmmmememe e 433 *
* 50 @ m=mm————- 216 *
* *
* Total Iterative Component Calls = 2381 *
S *
eplusout.zsz

This file is a result of the Zone Sizing Object. It has a similar format to the eplusout.ssz file.
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An excerpt:

Time,RESISTIVE ZONE:Des Heat Load [W],RESISTIVE ZONE:Des Cool Load [W],RESISTIVE ZONE:Des Heat Mass Flow
[kg/s],RESISTIVE ZONE:Des Cool Mass Flow [kg/s],EAST ZONE:Des Heat Load [W],EAST ZONE:Des Cool Load
[W],EAST ZONE:Des Heat Mass Flow [kg/s],EAST ZONE:Des Cool Mass Flow [kg/s],NORTH ZONE:Des Heat Load
[W],NORTH ZONE:Des Cool Load [W],NORTH ZONE:Des Heat Mass Flow [kg/s],NORTH ZONE:Des Cool Mass Flow
[kg/sl,
00:10:00,5.123818E+03,0.000000E+00,1.671886E-01,0.000000E+00,4.953279E+03,2.985928E+01,1.616239E-
01,1.826800E-03,7.168088E+03,6.618737E+01,2.338923E-01,4.049364E-03,
00:20:00,5.124897E+03,0.000000E+00,1.672238E-01,0.000000E+00,4.954361E+03,1.994004E+01,1.616592E~
01,1.219938E-03,7.169708E+03,4.728543E+01,2.339452E-01,2.892937E-03,
00:30:00,5.125971E+03,0.000000E+00,1.672588E-01,0.000000E+00,4.955439E+03,9.414768E+00,1.616944E-
01,5.759984E-04,7.171321E+03,2.615864E+01,2.339978E-01,1.600394E-03,
00:40:00,5.127042E+03,0.000000E+00,1.672938E-01,0.000000E+00,4.956514E+03,0.000000E+00,1.617295E~
01,0.000000E+00,7.172929E+03,3.291895E+00,2.340503E-01,2.013991E-04,
00:50:00,5.128106E+03,0.000000E+00,1.673285E-01,0.000000E+00,4.957581E+03,0.000000E+00,1.617643E-
01,0.000000E+00,7.174526E+03,0.000000E+00,2.341024E-01,0.000000E+00,
01:00:00,5.129165E+03,0.000000E+00,1.673630E-01,0.000000E+00,4.958644E+03,0.000000E+00,1.617990E~
01,0.000000E+00,7.176116E+03,0.000000E+00,2.341543E-01,0.000000E+00,
01:10:00,5.130221E+03,0.000000E+00,1.673975E-01,0.000000E+00,4.959703E+03,0.000000E+00,1.618335E~
01,0.000000E+00,7.177702E+03,0.000000E+00,2.342060E-01,0.000000E+00,
01:20:00,5.131269E+03,0.000000E+00,1.674317E-01,0.000000E+00,4.960755E+03,0.000000E+00,1.618679E~
01,0.000000E+00,7.179276E+03,0.000000E+00,2.342574E-01,0.000000E+00,
01:30:00,5.132313E+03,0.000000E+00,1.674657E-01,0.000000E+00,4.961802E+03,0.000000E+00,1.619020E-
01,0.000000E+00,7.180844E+03,0.000000E+00,2.343085E-01,0.000000E+00,
01:40:00,5.133354E+03,0.000000E+00,1.674997E-01,0.000000E+00,4.962847E+03,0.000000E+00,1.619361E-
01,0.000000E+00,7.182407E+03,0.000000E+00,2.343596E-01,0.000000E+00,
01:50:00,5.134387E+03,0.000000E+00,1.675334E-01,0.000000E+00,4.963884E+03,0.000000E+00,1.619699E-
01,0.000000E+00,7.183959E+03,0.000000E+00,2.344102E-01,0.000000E+00,
22:00:00,5.229307E+03,3.674505E+02,1.706306E-01,2.248073E-02,5.059083E+03,2.636728E+02,1.650763E~
01,1.613159E-02,7.326679E+03,4.748540E+02,2.390671E-01,2.905172E-02,
22:10:00,5.229887E+03,3.375965E+02,1.706495E-01,2.065426E-02,5.059665E+03,2.444633E+02,1.650952E~
01,1.495634E-02,7.327553E+03,4.411037E+02,2.390956E-01,2.698686E-02,
22:20:00,5.230463E+03,3.085898E+02,1.706683E-01,1.887962E-02,5.060242E+03,2.257731E+02,1.651141E~
01,1.381287E-02,7.328419E+03,4.081548E+02,2.391239E-01,2.497104E-02,
22:30:00,5.231036E+03,2.803182E+02,1.706870E-01,1.714996E-02,5.060817E+03,2.076833E+02,1.651328E~
01,1.270613E-02,7.329283E+03,3.761659E+02,2.391521E-01,2.301395E-02,
22:40:00,5.231608E+03,2.528342E+02,1.707057E-01,1.546847E-02,5.061390E+03,1.902479E+02,1.651515E~
01,1.163943E-02,7.330144E+03,3.452366E+02,2.391802E-01,2.112169E-02,
22:50:00,5.232176E+03,2.260543E+02,1.707242E-01,1.383007E-02,5.061959E+03,1.734469E+02,1.651701E~
01,1.061154E-02,7.330998E+03,3.153328E+02,2.392080E-01,1.929216E-02,
23:00:00,5.232742E+03,2.000464E+02,1.707427E-01,1.223890E-02,5.062526E+03,1.573596E+02,1.651886E~-
01,9.627313E-03,7.331850E+03,2.865899E+02,2.392358E-01,1.753366E-02,
23:10:00,5.233306E+03,1.751925E+02,1.707611E-01,1.071833E-02,5.063091E+03,1.420464E+02,1.652071E~
01,8.690442E-03,7.332699E+03,2.591031E+02,2.392635E-01,1.585201E-02,
23:20:00,5.233865E+03,1.511704E+02,1.707794E-01,9.248651E-03,5.063652E+03,1.275225E+02,1.652254E~
01,7.801865E-03,7.333541E+03,2.329205E+02,2.392910E-01,1.425015E-02,
23:30:00,5.234423E+03,1.279408E+02,1.707976E-01,7.827461E-03,5.064211E+03,1.139002E+02,1.652436E~
01,6.968453E-03,7.334380E+03,2.083140E+02,2.393184E-01,1.274472E-02,
23:40:00,5.234979E+03,1.055435E+02,1.708157E-01,6.457184E-03,5.064768E+03,1.013163E+02,1.652618E~
01,6.198563E-03,7.335217E+03,1.848568E+02,2.393457E-01,1.130960E-02,
23:50:00,5.235531E+03,8.392300E+01,1.708337E-01,5.134435E-03,5.065322E+03,9.000365E+01,1.652798E~
01,5.506451E-03,7.336048E+03,1.628317E+02,2.393728E-01,9.962096E-03,
24:00:00,5.236080E+03,6.313371E+01,1.708516E-01,3.862540E-03,5.065872E+03,7.998765E+01,1.652978E~
01,4.893669E-03,7.336875E+03,1.424778E+02,2.393998E-01,8.716833E-03,

Peak ,5.236080E+03,5.331139E+03,1.708516E-01,5.219471E-01,5.065872E+03,4.931534E+03,1.652978E~
01,4.828250E-01,7.336875E+03,6.381911E+03,2.393998E-01,6.247713E-01,

Peak Vol Flow,5.236080E+03,5.331139E+03,1.451037E-01,4.432879E-01,5.065872E+03,4.931534E+03,1.403869E~-
01,4.100616E-01,7.336875E+03,6.381911E+03,2.033214E-01,5.306161E-01,

Or as depicted in a chart:
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Zone Sizing
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Figure 6. Zone Sizing from eplusout.zsz
eplusout.csv
eplusmtr.csv

The eplusout.csv and eplusmtr.csv are files that can be produced by post-processing on the
eplusout.eso and eplusout.mtr files, respectively. EnergyPlus distributes a post-processing
program (ReadVarsESO — see next section) with the installation. Be warned that, though
ReadVarsESO can produce the files, it may be slow — it may take as long to produce the files
as running EnergyPlus itself. Future releases will hopefully show improved speed in the
ReadVarsESO execution.
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Example Input Files

The full EnergyPlus install includes a myriad of example input files. For the most part, the
developers create these files to illustrate and test a specific feature in EnergyPlus. Then, we
pass them along to you for illustrative purposes.

Following convention, each example file should have at the top a set of comments that tell
what the purpose of the file is and the key features.

For example, the file titled “5ZoneAirCooled.idf’ has:

Building:

Internal:

HVAC:

5ZoneAirCooled.idf
Basic file description: 1 story building divided into 4 exterior and
one interior conditioned zones and a return plenum.

single floor rectangular building 100 ft x 50 ft. 5 zones -

4 exterior, 1 interior, zone height 8 feet. Exterior zone
depth is 12 feet. There is a 2 foot high return plenum: the
overall building height is 10 feet. There are windows on

all 4 facades; the south and north facades have glass doors.
The south facing glass is shaded by overhangs. The walls

are woodshingle over plywood, R11l insulation, and gypboard.
The roof is a gravel built up roof with R-3 mineral board
insulation and plywood sheathing. The floor slab is 4 inches
of heavy concrete over 2 feet of dirt. The windows are double
pane 6mm clear with 6mm air gap. The window to wall ratio is
approxomately 0.29.

The building is oriented 30 degrees east of north.

lighting is 1.5 watts/ft2, office equip is 1.0 watts/ft2. There
is 1 occupant per 100 ft2 of floor area. The infiltration is

0.25 air changes per hour.

Standard VAV system with outside air economizer, hot water reheat
coils, central chilled water cooling coil. Central Plant is
single hot water boiler, electric compression chiller with air
cooled condenser. All equipment is autosized.

In addition to the idf files, usually an .rvi and perhaps a .mvi of the same file set is included.
As discussed previously, the .rvi is used with the ReadVarsESO post-processing program
and the .eso file to create a .csv file which can be read easily into Excel™. Like the .rvi, the
.mvi file can be used with the .mtr file to create a similar version for “metered” outputs.

Files included in V1.0.3

1ZoneUncontrolled.idf

This is almost the simplest conceivable input file — 4 walls, no roof, no floor, no HVAC. Also
shown as the sample in Input Output Reference document.

3zvent.idf

This is the primary COMIS example file. Uses a weather file.

5Zone files

The files entitled “56Zonexxxx” have the same basic floor plan and then add features. Most of
them illustrate autosizing.
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5ZoneAirCooled.idf
5ZoneAuto.idf
5ZoneAutoDXVAV.idf
5ZoneDD.idf
5ZoneDDCycOnAny.idf
5ZoneDDCycOnOne.idf
5ZoneEngChill.idf
5ZoneWarmest.idf
5ZoneWaterCooled.idf
AbsorptionChiller.idf
ActiveTrombeWall.idf
AirCooledElectricChiller.idf
BaseBoardElectric.idf
Convection.idf
CoolingTower.idf
CoolingTowerNomCap.idf
CTFTestsPart1.idf
CTFTestsPart2.idf
CVBbRh.idf
CVRhMinHum.idf
DDAutoSize.idf
DesiccantCVRh.idf
DualDuctConstVolDamper.idf
DualDuctConstVolGasHC.idf

DualDuctSimpleCoolCoil.idf
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DualDuctVarVolDamper.idf
DXSys.idf

DXSysWithHR.idf
ElectricChiller.idf
EMPDTermReheat.idf
EngineChiller.idf

FanCoil.idf

FanCoilAutoSize.idf
Fumace.idf

FurnaceDXAuto.idf
FurnacePLRHeatingCoil.idf
FurnaceWithDXSystem.idf
FurmaceWithDXSystemRHcontrol.idf
gasAbsorptionChillerHeater.idf
GasTurbClhiller.idf
Generators.idf
Generic-MeterVars.idf
GeometryTest.idf
GSHP-GLHE.idf

HeatPump.idf
HeatPumpAuto.idf
HRGenChill.idf

MeterTest.idf
MovableExtinsulationSimple.idf

MTFTermReheat.idf
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PassiveTrombeWall.idf
PIUAuto.idf

plenum.idf
PlenumwithRetAirHeatGain.idf
PondGroundHeatExchanger.idf
PSZ.idf

PSZDrawThru.idf

PurchAir.idf
PurchAirWindowBlind.idf
PurchAirWithDaylighting.idf
PurchAirWithDaylightingAngleFac.idf
PurchAirwithPV.idf

QTFtest.idf
RadHiTempElecTermReheat.idf
RadHiTempGasCtriOpt.idf
RadHiTempGasTermReheat.idf
RadLoHydrHeatCoolAuto.idf
RadLoTempElecTermReheat.idf
RadLoTempHydrCtriOpt.idf
RadLoTempHydrHeatCool.idf
RadLoTempHydrTermReheat.idf
SmOFfPSZ.idf
SolarShadingTest.idf
SolarShadingTestAnn.idf

SupplyPlenumVAV.idf
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SurfaceGroundHeatExchanger.idf
SurfaceTest.idf

SZRh.idf

SZRhDrawThru.idf
TermReheat.idf
TermReheatOA.idf
TermReheatOAReset.idf
TermReheatOAResiz.idf
TermReheatOASizAndRun.idf
TermReheatOASysSiz.idf
TermReheatOAZoneSiz.idf
TermReheatPri-SecLoop.idf
TermReheatScheduledPump.idf
TermReheatSurfTC.idf
TermReheatZoneExh.idf
TermRhDualSetpointWithDB.idf
TermRHDXSystem.idf
TermRHGasElecCoils.idf
TermRhOAHeatRec.idf
TermRhSingleHeatCoolNoDB.idf
TransparentinsulationSimple.idf
TRHConstFlowChillerOneBranch.idf
TRHEvapCoolerOAStaged.idf
UnitHeater.idf

UnitHeaterAuto.idf
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UnitHeaterGasElec.idf
UnitVentAuto.idf
UnitVentGasElec.idf
UnitVentGEAuto.idf
UnitVentilator.idf
VAVRhWithPIU.idf
VAVSingleDuctConstFlowBoiler.idf
VAVSingleDuctReheat.idf
VAVSingleDuctVarFlowBoiler.idf
VentilationSimpleTest.idf
WindAC.idf

WindACAuto.idf

WindACRHControl.idf
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Data Sets

Data sets are the EnergyPlus answer to “libraries”. Data sets come in two flavors — a simple
list and a “macroized” list. Macroized lists are files that could have the elements extracted
using a simple macro name.

Simple List Data Sets

BLASTConstructs.idf

This data set contains the “constructions” that were in the BLAST libraries (Walls, Roofs,
Floors). It uses materials from the BLAST Materials data set but does not include them in
this file.

BLASTDesignDays.idf

This data set contains the design days that were in the BLAST Design Days library. It
references (indirectly) locations from the BLAST Locations data set.

BLASTLocations.idf

This data set contains the locations (with added elevation information) that were in the
BLAST Locations library. These can be used alone or accompanying the design day
information from the BLAST Design Days data set.

BLASTMaterials.idf

This data set contains the materials that were in the BLAST Materials library. These are
used in the constructions shown in the BLAST Constructs data set.

BLASTSchedules.idf

This data set contains the schedule information (Day Schedules, Week Schedules) that were
in the BLAST Schedules library.

CompositeWallConstructions.idf

The Reference Data Set CompositeWallConstructions.idf contains constructions and
associated materials for a set of composite walls. These are walls—such as stud walls—that
have complicated heat-flow paths so that the conduction is two- or three-dimensional.

An example entry in this data set--for an insulated 2"x4” steel-stud wall--looks like:
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CONSTRUCTION, Composite 2x4 Steel Stud R11,
! ASHRAE 1145-RP Wall Assembly 10
! 2"x4" steel studs at 24" on center with between-stud R11 fibreglass insulation.
! Studs are 3.5", 16 gauge, 15 flange.
! Layers are 1/2" wood siding, 1/2" plywood, 2x4 steel studs and R11 insulation, 1/2" gypsum board.
! Area-average R-Value = 8.796 ft2-F-h/Btu (1.548 m2-K/W) .
! Total wall thickness = 5.00in (0.127m)
! Material layer names follow:
Composite 2x4 Steel Stud R11 #1,
Composite 2x4 Steel Stud R11 #2,
Composite 2x4 Steel Stud R11 #3;
MATERIAL:REGULAR, Composite 2x4 Steel Stud R11 #1,

Smooth, !~ Roughness

0.013, - Thickness (m)

0.720, !- Conductivity (W/m-K)

640.0, !- Density (kg/m3)

1048, !- Specific Heat (J/kg-K)

0.9, !- Absorptance:Thermal

0.7, !~ Absorptance:Solar

0.7; |- Absorptance:Visible
MATERIAL:REGULAR, Composite 2x4 Steel Stud R11 #2,

Smooth, !- Roughness

0.089, - Thickness (m)

0.060, !- Conductivity (W/m-K)

118.223, !- Density (kg/m3)

1048, !- Specific Heat (J/kg-K)

0.9, !- Absorptance:Thermal

0.7, !- Absorptance:Solar

0.7; |- Absorptance:Visible
MATERIAL:REGULAR, Composite 2x4 Steel Stud R11 #3,

Smooth, !- Roughness

0.025, !'— Thickness (m)

0.452, !- Conductivity (W/m-K)

413.782, !'- Density (kg/m3)

1048, |- Specific Heat (J/kg-K)

0.9, |- Absorptance:Thermal

0.7, !- Absorptance:Solar

0.7; |- Absorptance:Visible

The materials here are not real materials but are “equivalent” materials obtained from finite-
difference modeling.d EnergyPlus will calculate conduction transfer functions using these
materials. The heat transfer based on these conduction transfer functions will then be very
close to what would be calculated with a two- or three-dimensional heat transfer calculation.

For stud walls, using these composite constructions will give more accurate heat flow than
you would get by manually dividing the wall into a stud section and a non-stud section.

If your wall's exterior or interior roughness or thermal, solar or visible absorptances are
different from those in the data set, you can make the appropriate changes to the first
material (the outside layer) or the third material (the inside layer). None of the other values
should be changed.

Following is a summary of the constructions in the composite wall data set:

CONSTRUCTION, Composite 2x4 Wood Stud Rl1,

! ASHRAE 1145-RP Wall Assembly 1

! 2"x4" wood studs at 24" on center with between-stud R11 fibreglass insulation.

! Layers are 1/2" wood siding, 1/2" plywood, 2x4 wood studs and R11 insulation, 1/2" gypsum board.
! Area-average R-Value = 11.391 ft2-F-h/Btu (2.005 m2-K/W) .

' The thickness, conductivity, density and specific heat values of the material layers for the different constructions have been
taken from the ASHRAE report “Modeling Two- and Three-Dimensional Heat Transfer through Composite Wall and Roof
Assemblies in Hourly Energy Simulation Programs (1145-TRP),” by Enermodal Engineering Limited, Oak Ridge National
Laboratory, and the Polish Academy of Sciences, January 2001.
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CONSTRUCTION, Composite 2x6 Wood Stud R19,

! ASHRAE 1145-RP Wall Assembly 2

! 2"x6" wood studs at 24" on center with between-stud R19 fibreglass insulation.

! Layers are 1/2" wood siding, 1/2" plywood, 2x6 wood studs and R19 insulation, 1/2" gypsum board.
! Area-average R-Value = 17.487 ft2-F-h/Btu (3.078 m2-K/W) .

CONSTRUCTION, Composite Insulated Concrete Form Wall With Steel Ties,

! ASHRAE 1145-RP Wall Assembly 7

! Wall system is made of two rigid insulation sides held together with wire mesh.

! The two sides come together to create the formwork for the concrete.

! Layers are 3/4" concrete stucco, outer polystyrene shell, concrete core, inner polystyrene shell.
! Area-average R-Value = 11.230 ft2-F-h/Btu (1.977 m2-K/W) .

CONSTRUCTION, Composite Concrete/Foam/Concrete With Steel Connectors,
! ASHRAE 1145-RP Wall Assembly 8

! Wall system is made of two 3" concrete slabs separated by 2" rigid insulation.
! The slab connectors are steel ties with a 0.15"x0.15" cross section.

! Layers are 3" concrete, 2" polystyrene, 3" concrete.

! Area-average R-Value = 7.659 ft2-F-h/Btu (1.348 m2-K/W) .

CONSTRUCTION, Composite Concrete/Foam/Concrete With Plastic Connectors,

! ASHRAE 1145-RP Wall Assembly 9

! Wall system is made of two 3" concrete slabs separated by 2" rigid insulation.
! The slab connectors are plasic ties with a 0.25"x0.25" cross section.

! Layers are 3" concrete, 2" polystyrene, 3" concrete.

! Area-average R-Value = 10.582 ft2-F-h/Btu (1.862 m2-K/W).

CONSTRUCTION, Composite 2x4 Steel Stud R11,

! ASHRAE 1145-RP Wall Assembly 10

I 2"x4" steel studs at 24" on center with between-stud R11 fibreglass insulation.

! Studs are 3.5", 16 gauge, 15 flange.

! Layers are 1/2" wood siding, 1/2" plywood, 2x4 steel studs and R11l insulation, 1/2" gypsum board.
! Area-average R-Value = 8.796 ft2-F-h/Btu (1.548 m2-K/W).

CONSTRUCTION, Composite Brick Foam 2x4 Steel Stud R1l1l,

! ASHRAE 1145-RP Wall Assembly 15

! Brick veneer, polystyrene, 2"x4" steel studs at 24" on center with

! between-stud R11 fibreglass insulation.

! Studs are 3.5", 16 gauge, 15 flange.

! Layers are 3.25" brick,1" polystyrene insulation, 1/2" plywood, 2x4 steel studs and R11 insulation,
' 1/2" gypsum board.

! Area-average R-Value = 12.792 ft2-F-h/Btu (2.251 m2-K/W) .

CONSTRUCTION, Composite 2x6 Steel Stud R19,

! ASHRAE 1145-RP Wall Assembly 16

! 2"x6" steel studs at 24" on center with between-stud R19 fibreglass insulation.

! Studs are 5.5", 16 gauge, 15 flange.

! Layers are 1/2" wood siding, 1/2" plywood, 2x6 steel studs and R19 insulation, 1/2" gypsum board.
! Area-average R-Value = 12.792 ft2-F-h/Btu (1.991 m2-K/W) .

CONSTRUCTION, Composite Foam 2x6 Steel Stud R19,

! ASHRAE 1145-RP Wall Assembly 17

! Polystyrene, 2"x6" steel studs at 24" on center with between-stud R19 fibreglass insulation.

! Studs are 5.5", 16 gauge, 15 flange.

! Layers are 3/4" concrete stucco,l1" polystyrene insulation, 1/2" plywood, 2x6 steel studs and R19
insulation,

! 1/2" gypsum board.

! Area-average R-Value = 15.157 ft2-F-h/Btu (2.668 m2-K/W) .

CONSTRUCTION, Composite Brick Foam 2x6 Steel Stud R19,

! ASHRAE 1145-RP Wall Assembly 18

! Brick veneer, polystyrene, 2"x6" steel studs at 24" on center with

! between-stud R19 fibreglass insulation.

! Studs are 5.5", 16 gauge, 15 flange.

! Layers are 3.25" brick,1" polystyrene insulation, 1/2" plywood, 2x6 steel studs and R19 insulation,
' 1/2" gypsum board.

! Area-average R-Value = 15.465 ft2-F-h/Btu (2.722 m2-K/W) .

CONSTRUCTION, Composite 2-Core Filled Concrete Block Uninsulated,
! ASHRAE 1145-RP Wall Assembly 19
! Wall system is made of 12" 2-core concrete blocks without insulation.
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The core area is filled with rebar and poured concrete.
Area-average R-Value = 1.326 ft2-F-h/Btu (0.239 m2-K/W) .

CONSTRUCTION, Composite 2-Core Filled Concrete Block Insulated,

ASHRAE 1145-RP Wall Assembly 20

Wall system is made of 12" 2-core concrete blocks with 1.875"-thick
foam inserts in the block cores.

The remaining core area is filled with poured concrete.

Area-average R-Value = 2.291 ft2-F-h/Btu (0.403 m2-K/W).

DOE-2Constructs.idf

This data set contains the “constructions” that were in the DOE-2 libraries. It uses materials
from the DOE-2 Materials data set but does not include them in this file.

DOE-2Materials.idf

This data set contains the materials that were in the DOE-2 Materials library. These are used
in the constructions shown in the DOE-2 Constructs data set.

FluidPropertiesRefData.idf

This data set includes fluid properties reference data. Included are
Refrigerants
R11
R12
R22
R123
R134a
NH3

Steam

EthyleneGlycol

PropyleneGlycol
Water

MoistureMaterials.idf

This data set includes the special moisture materials that can be used with the MTF
calculation procedure.

PollutionCoefficients.idf

This data set includes the pollution coefficients that can be used with reporting pollution
values.

USHolidays-DST.idf

This is the set of US national holidays as well as daylight saving period defaults.
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Window5DataFile.dat

This is an example data file from the Window5 program that can be used with EnergyPlus
windows.

WindowBlindMaterials.idf
This is a data set of Window Blind materials.
WindowConstructs.idf

This is a data set of Window constructions. It does not include the required pieces of the
Window contruction (glass materials, gas materials).

WindowGasMaterials.idf

This is a data set of Window Gas materials.
WindowGlassMaterials.idf

This is a data set of Window Glass materials.
WindowShadeMaterials.idf

This is a data set of Window Shade materials.

Macro Data Sets

Locations-DesignDays.xls

Strictly speaking, the locations-designdays.xls file is not a macro enabled input file. Rather, it
is the “pointer” to other files and can be searched by city name, country, etc. The first few
lines of the file (which is tab-delimited and easily readable by Excel™) illustrate how it can be
used:

Ciby Stade'Provinod Cowntry Ky Hamm File wihere lncated

WILLEMSTAD NETHERLANDS ANTILLES ANT WILLEMSTAD |[WorldDesigeDayDafinitions
AL DHARI UMITED ARAH EMIRATES ARE AHW LHARE WorldkasignbayDefinitions
IieAl UMITED ARAH EMIRATES | AKRE DUEAI WoililDesigmnllayilefinitiens

Figure 7. lllustration for Locations-Design Days Index File

To use the file, you can sort or search on city name, state / province, country. The
Key_ Name column indicates the “macro name” for the location/design day group and the File
where located column indicates one of the following files. You can then either view and copy
the appropriate data or use the EP-Macro program to do it for you with a judicious set of input
requests.

So, for example, using:

##defl USA_ PA PHILADELPHIA WILLOW GROVE NAS
##includesilent e:\eplus\MacroDataSets\USDesignDayDefinitions.imf

will include in the input file, the location and design day objects for Philadelphia, PA Willow
Grove Naval Air Station or:
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Location,

PHILADELPHIA WILLOW GROVE NAS Design Conditions,

!~ Location Name

40.20000 , - Latitude {N+ S-}
-75.15000 , !~ Longitude {W- E+}
-5.000000 , |- Time Zone Relative to GMT {GMT+/-}
110.0000 ; - Elevation {m}

! Using Design Conditions from "United States Climate

! PHILADELPHIA WILLOW GROVE NAS Heating 99.6%, MaxDB=

<actual data not included for brevity>

! PHILADELPHIA WILLOW GROVE NAS Heating
<actual data not included for brevity>

99%,

MaxDB=

-9.80 Wind Speed=

Design Data 2001 ASHRAE Handbook"

-12.00 Wind Speed=

2.40 Wind Dir=

300.00

2.80 Wind Dir= 250.00

! PHILADELPHIA WILLOW GROVE NAS Cooling (DB=>MWB) .4%, MaxDB= 34.00 MWB= 23.70
<actual data not included for brevity>

! PHILADELPHIA WILLOW GROVE NAS Cooling (DB=>MWB) 1%, MaxDB= 32.20 MWB= 23.20
<actual data not included for brevity>

! PHILADELPHIA WILLOW GROVE NAS Cooling (DB=>MWB) 2%, MaxDB= 30.90 MWB= 22.30
<actual data not included for brevity>

! PHILADELPHIA WILLOW GROVE NAS Cooling (WB=>MDB) .4%, MDB= 31.70 WB= 25.30
<actual data not included for brevity>
! PHILADELPHIA WILLOW GROVE NAS Cooling (WB=>MDB) 1%, MDB= 30.30 WB= 24.50
<actual data not included for brevity>

! PHILADELPHIA WILLOW GROVE NAS Cooling (WB=>MDB) 2%, MDB= 29.20 WB= 23.70
<actual data not included for brevity>

! PHILADELPHIA WILLOW GROVE NAS Cooling (DP=>MDB) .4%, MDB= 28.50 DP= 23.60 HR= 0.02
<actual data not included for brevity>

! PHILADELPHIA WILLOW GROVE NAS Cooling (DP=>MDB) 1%, MDB= 27.70 DP= 22.90 HR= 0.02
<actual data not included for brevity>

! PHILADELPHIA WILLOW GROVE NAS Cooling (DP=>MDB) 2%, MDB= 27.30 DP= 21.70 HR= 0.02

<actual data not included for brevity>

Design day “definitions” originate in the ASHRAE Handbook of Fundamentals. Prior to 1997,
these conditions were described for winter and summer (heating and cooling). They were
based on seasonal percentages.

Beginning in 1997, and continuing (the latest version was published in 2001), the design
condition data is based on annual percentages. In addition, only locations with long-term
hourly observations data (on which to form the basis) are included. (The specifics for each
location can be seen in the USDesignConditions, CanadaDesignConditions and
WorldDesignConditions files that are used in the Weather Converter — see the
document). The data sets embody the conditions contained in the Weather
Converter files — into a form usable by EnergyPlus for Design Day definitions.

[From ASHRAE Handbook of Fundamentals, 2001]:

m Heating conditions are often used in the sizing of heating equipment. In cold spells, dry-
builb temperatures below the design conditions can last for a week or more.

m The first cooling conditions, based on dry-bulb temperatures (i.e., DB=>MWB), often
represent conditions on hot, mostly sunny days. These are useful for cooling
applications, especially air-conditioning.

m Design conditions based on wet-bulb temperatures (i.e., WB=>MDB) represent extremes
of the total sensible plus latent heat of outdoor air. This information is useful for cooling
towers, evaporative coolers, and fresh air ventilation system design.
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m  Design conditions based on dew-point temperatures (i.e., DP=>MDB) are directly related
to extremes of humidity ratio, which represent peak moisture loads from the weather.
Extreme dew-point conditions may occur on days with moderate dry-bulb temperatures
resulting in relatively high humidity. These values are especially useful for applications
involving humidity control, such as desiccant cooling and dehumidification, cooling-based
dehumidification, and fresh air ventilation systems. These values are also used as a
check point when analyzing the behavior of cooling systems at part load conditions,
particularly when such systems are used for humidity control as a secondary function.

BLASTLocationsDesignDays.imf

This data set came from BLAST location and design days originally and represent pre-1997
design conditions for the locations listed. As noted above, these design conditions were
based on seasonal percentages — these represent the 2.5% conditions.

CanadaDesignDayDefinitions.imf

This data set is from the Canadian design conditions represented in ASHRAE Handbook of
Fundamentals, Chapter F27, Tables 2A and 2B.

USDesignDayDefinitions.imf

This data set is from the United States design conditions represented in ASHRAE Handbook
of Fundamentals, Chapter F27, Tables 1A and 1B.

WorldDesignDayDefinitions.imf

This data set is from the World design conditions represented in ASHRAE Handbook of
Fundamentals, Chapter F27, Tables 3A and 3B.
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